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SECTION 24
INSTALLATION

RECOMMENDED INSTALLATION 
PROCEDURES

It is quite probable that a majority of operating 
failures on fi eld installed systems can be traced 
to careless or inadequate installation procedures. 
The following instructions have been prepared to 
help the installation and/or service engineer sys-
tematically cover the many points which must be 
considered to provide each installation with trouble 
free performance.

These instructions are general in nature, and have 
been primarily for fi eld installed and connected sys-
tems normally utilizing compressors 2 horsepower 
in size or larger. However, the procedures can be 
applied to almost any type of fi eld installed system, 
utilizing only those procedures which apply to the 
specifi c installation.

Design and Application

A location for the compressor should be selected 
which provides good ventilation, even when re-
mote condensers are to be used, since the motor-
compressor and discharge lines give off heat. Air 
cooled compressors must be provided with forced 
convection air cooling.

Air cooled condensers must be located to insure 
adequate air for condensing purposes. Care must 
be taken to avoid recirculation of air from one con-
denser to another.

Water cooled units must be provided with an ad-
equate supply of water to maintain desired condens-
ing temperatures. In order to avoid concentration 
of impurities, fungus, and scaling in cooling towers 
and evaporative condensers, a continuous waste 
bleed to a drain of approximately 2 gallons per 
hour per horsepower must be provided so that a 
continuous addition of fresh make-up water will 
be required.

Units and compressors must be level to insure 
proper lubrication.

Refrigerant suction lines must be sized to maintain 
adequate velocities for proper oil return.

Handling and Receiving of Equipment

Responsibility should be assigned to a dependable 
individual at the job site to receive material. Each 
shipment should be carefully checked against the 
bill of lading. The shipping receipt should not be 
signed until all items listed on the bill of lading have 
been accounted for.

Check carefully for concealed damage. Any short-
age or damages should be reported to the delivering 
carrier. Damaged material becomes the delivering 
carrier’s responsibility, and should not be returned 
to the manufacturer unless prior approval is given 
to do so.

When uncrating, care should be taken to prevent 
damage. Heavy equipment should be left on its 
shipping base until it has been moved to the fi nal 
location.

The packing list included with each shipment should 
be carefully checked to determine if all parts and 
equipment have been received. Any accessories 
such as starters, contactors or controls should be 
fastened to the basic unit to avoid loss and prevent 
possible interchanging with other units.

Installation, Electrical

The supply power, voltage, frequency, and phase 
must coincide with the compressor nameplate. 
All wiring should be carefully checked against the 
manufacturer’s diagrams. Field wiring must be 
connected in accordance with the National Electric 
Code, or other local codes that may apply.

Check to insure proper:

(a) Wire Sizes to handle the connected load.

(b) Fuses recommended for compressors. (See 
Emerson Climate Technologies, Inc. Electrical 
Handbook)

(c)  Magnetic starters, contactors, and motor pro-
tection devices approved by Emerson Climate 
Technologies, Inc.
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(d) Operation of oil pressure safety control.

(e) Direction of rotation and speed of fans and/or 
water pumps.

(f) Wiring with no grounded lines or controls.

Installation, Refrigerant Piping

Take extreme care to keep refrigeration tubing 
clean and dry prior to installation. The following 
procedures should be followed:

(a) Do not leave dehydrated compressors fi lter-
driers open to the atmosphere any longer than 
is absolutely necessary. (One or two minutes 
maximum suggested.)

(b) Use only refrigeration grade copper tubing, 
properly sealed against contamination. Water  
tubing often contains wax and other trouble-
some contaminants.

(c) Permanent suction line fi lters and liquid line 
fi lter-driers are recommended in all fi eld installed 
systems.

(d) Suction lines should slope ˚ inch per 10 feet 
towards the compressor.

(e) Suitable P-type oil traps should be located at 
the base of each suction riser to enhance oil 
return to the compressor.

 
(f) When brazing refrigerant lines, an inert gas 

should be passed through the line at low pres-
sure to prevent scaling and oxidation inside the 
tubing. Dry nitrogen is preferred.

(g) Use only a suitable silver solder alloy or 95/5 
solder on suction and liquid lines, and a high 
temperature silver solder alloy only on discharge 
lines.

(h) In order to avoid damage to the internal joints 
in vibration eliminators, line connections to 
vibration eliminators should be made with a 
silver solder alloy such as Easy-Flo having a 
melting temperature of 900°F. to 1200°F.

(i) Limit the soldering paste or fl ux to the minimum 
required to prevent contamination of the s o l -
der joint internally. Flux only the male portion of 
the connection, never the female. After brazing, 
remove surplus fl ux with a damp cloth.

(j) If vibration absorbers are to be installed in 
suction or discharge lines they must be ap-
plied  according to the manufacturer’s 
recommendations. With Copelametic® motor-
compressors, the preferred position is parallel 
to the crankshaft, as close to the compressor 
as possible. Vibration eliminators may be in-
stalled in a vertical position if joints are sealed 
against trapping of condensation which might 
damage the vibration absorber bellows due to 
freezing. Filling of the joints with soft solder as 
a means of sealing is recommended. Installa-
tion of the  vibration absorber in a horizontal 
plane at right angles to the crankshaft is not 
acceptable since the resulting stress from 
compressor movement may cause failure of 
the bellows or of the refrigerant line.

(k) Two evacuation valves are necessary. One 
should be in the suction line and one in the 
liquid line at or near the receiver.

(l) After all lines are connected, the entire system 
must be leak tested. The complete system 
should be pressurized to not more than 175 psig 
with refrigerant and dry nitrogen (or dry CO2). 
The use of an electronic type leak detector is 
highly recommended because of its greater 
sensitivity to small leaks. As a further check 
it is recommended that prior to charging, the 
system be evacuated to a pressure of 1 PSIA 
or less, and sealed for 12 hours. Any leakage 
of air into the system will cause the vacuum 
reading to decrease. If an air leak is indicated, 
the system should again be leak tested, and 
leaks repaired. For a satisfactory installation, 
the system must be leak tight.

(m) After the fi nal leak test, refrigerant lines ex-
posed to high ambient conditions should be 
insulated to reduce heat pick-up and prevent 
the formation of fl ash gas in the liquid lines. 
Suction lines should be insulated, if exposed, 
to prevent condensation.
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Installation, Plumbing

Good practice requires the following:

(a) Lines should be sloped adequately to drain by 
gravity any water accumulated from condens-
ing, defrosting, or cleaning operations.

(b) All plumbing connections should be made in 
accordance with local plumbing codes.

(c) Condensate lines from refrigerated fi xtures 
must be trapped and run to an open drain. They 
must not be connected directly to the sewer 
system.

IF THE SYSTEM IS WATER-COOLED:

(d) Water pipe sizes should be adequate to provide 
the required fl ow at the lowest inlet pressure 
anticipated.

(e) Control devices such as solenoid valves, 
modulating valves, or hand valves that could 
cause hydraulic hammer should be protected 
by a stand-pipe and air pocket to absorb 
this shock.  Electrical or pressure oper-
ated water control valves should be installed 
between the water supply and the condenser 
inlet—never between the condenser and the 
drain. If water supply pressure is excessive, a 
pressure reducing valve must be used since the 
allowable working pressure of water valves is 
normally 150 psig. Pressures above this level 
can also cause damage to the condenser.

(f) The water pump must be checked for rotation 
and proper performance.

(g) Check for water leaks.

Evacuation

A good high vacuum pump should be connected to 
both the low and high side evacuation valves with 
copper tube or high vacuum hoses (¼” ID minimum). 
If the compressor has service valves, they should 
remain closed. A high vacuum gauge capable of 
registering pressure in microns should be attached 
to the system for pressure readings.

A shut off valve between the gauge connection and 
the vacuum pump should be provided to allow the 
system pressure to be checked after evacuation. 
Do not turn off vacuum pump when connected to an 
evacuated system before closing shut off valve.

The vacuum pump should be operated until a 
pressure of 1,500 microns absolute pressure is 
reached—at which time the vacuum should be 
broken with the refrigerant to be used in the sys-
tem through a drier until the system pressure rises 
above “0” psig.

Repeat this operation a second time. 

Open the compressor service valves (if supplied) 
and evacuate the entire system to 500 microns 
absolute pressure.

Raise the pressure to 2 psig with the refrigerant 
and remove the vacuum pump.

Under no conditions is the motor-compressor to 
be started or operated while the system is under 
a high vacuum. To do so may cause serious dam-
age to the motor windings because of the reduced 
dielectric strength of the atmosphere within the 
motor chamber.

Check-Out and Start Up

After the installation has been completed, the fol-
lowing points should be covered before the system 
is placed in operation.

(a) Check electrical connections. Be sure they are 
all tight.

(b) Observe compressor oil level before start-up. 
The oil level should be at or slightly above the 
center of the sight glass. Use only oil approved 
by Emerson Climate Technologies, Inc.

(c) Remove or loosen shipping retainers under 
motor-compressors. Make sure hold down 
nuts on spring mounted compressors are not 
touching the compressor feet.
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(d) Check high and low pressure controls, water 
valves, pressure regulating valves, oil pressure 
safety controls, and all other safety controls, 
and adjust if necessary.

(e) Check thermostat for normal operation.

(f) Suitable tags or other means should be provided 
to indicate refrigerant used in the system. Some 
Copeland® brand condensing unit nameplates 
have two detachable corner tabs. One should 
be removed so that the nameplate indicates 
the refrigerant used.

(g) Wiring diagrams, instruction bulletins, etc., at-
tached to motor-compressors or condensing 
units should be read and fi led for future refer-
ence.

 
(h) Make the proper refrigerant connections and 

charge the unit with the refrigerant to be used. 
Weigh the refrigerant drum before charging so 
an accurate record can be kept of the weight 
of refrigerant put in the system. If the refriger-
ant must be added to the system through the 
suction side of the compressor, charge in vapor 
form only. Liquid charging must be done in the 
high side only. 

(i) Observe system pressures during charging 
and initial operation. Do not add oil while the  
system is short of refrigerant, unless oil level 
is dangerously low.

  
(j) Continue charging until system has suffi cient 

refrigerant for proper operation. Do not over-
charge. Remember that bubbles in a sight glass 
may be caused by a restriction as well  as a 
shortage of refrigerant.

(k) Do not leave unit unattended until the system 
has reached normal operating conditions and  
the oil charge has been properly adjusted to 
maintain the oil level at the center of the sight 
glass.

Operational Check-Out

After the system has been charged and has op-
erated for at least two hours at normal operating 

conditions without any indication of malfunction, it 
should be allowed to operate over-night on auto-
matic controls. Then a thorough recheck of the entire 
system operation should be made as follows:

(a) Check compressor head and suction pressures. 
If not within system design limits, determine 
why and take corrective action.

(b) Check liquid line sight glass and expansion 
valve operation. If there are indications that 
more refrigerant is required, leak test all con-
nections and system components and repair 
any leaks before adding refrigerant.

(c) When applicable, observe oil level in com-
pressor crankcase sight glass, and add oil as 
necessary to bring level to center of the sight 
glass.

(d) Thermostatic expansion valves must be 
checked for proper superheat settings. Feeler 
bulbs must be in positive contact with the suc-
tion line. Valves with high superheat settings 
produce little refrigeration and poor oil return. 
Too little superheat causes low refrigeration 
capacity and promotes liquid slugging and 
compressor bearing washout. Liquid refrigerant 
must be prevented from reaching the crankcase. 
If proper control cannot be achieved with the 
system in normal operation, a suction accumu-
lator must be installed in the suction line just 
ahead of  the compressor to prevent liquid 
refrigerant from reaching the compressor. 

(e) Using suitable instruments, carefully check 
line voltage and amperage at the compressor 
terminals. Voltage must be within 10% of that 
indicated on the compressor nameplate. If high 
or low voltage is indicated, notify the power 
company. The current normally should not  
exceed 120% of the nameplate rating. If amper-
age draw is excessive, immediately determine 
the cause and take corrective action. On three 
phase motor-compressors, check to see that 
a balanced load is drawn by each phase.

(f) All fan motors on air cooled condensers, 
evaporators, etc. should be checked for proper 
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rotation. Fan motor mounts should be carefully 
checked for tightness and proper alignment. If 
belt drives are used, check the belt tension. All 
motors requiring lubrication should be oiled or 
greased as necessary. 

(g) Check defrost controls for initiation and termina-
tion setting, and length of defrost period. Check 
crankcase heaters if used.

(h) Check winter head pressure controls for pres-
sure setting.

(i) Check crankcase pressure regulating valves, 
if any, for proper setting.

(j) Adjust water valves on water cooled systems 
to maintain desired condensing temperatures. 
Check water pumps for proper rotation.

(k) Install instruction card and control system dia-
gram for use of store manager or owner.

Identifi cation

Each refrigerated fi xture and cooler coil should be 
numbered starting at No. 1. These numbers should 
be not less than ̊ ” in height and should be stenciled 
or marked neatly on the fi xture in an inconspicu-
ous location easily available to the serviceman. 
The compressors or condensing units serving the 
fi xtures should be marked with the numbers of the 
cases and coils served with fi gures not less than 
1” in height.

Service Record

A permanent data sheet should be prepared on 
each installation, with a copy for the owner and the 
original for the installing contractor’s fi les. If another 
fi rm is to handle service and maintenance, additional 
copies should be prepared as necessary.

The form of the data sheet may vary, but a complete 
record of sizes and identifi cation of all components 
used in the installation, together with any pertinent 
information should be included. Following is a sug-
gested check-off list:

(a) Compressor manufacturer, model, and serial 
number.

(b) Equipment manufacturer, model, and serial 
number.

(c) Design operating temperatures.

(d) Condensing unit model, and serial number. (If 
package condensing unit.)

(e) If remote condenser, type, manufacturer, model, 
fan data.

(f) Refrigerant and weight of charge.

(g) Electrical service, volts, cycles, phase, wire 
size.

(h) Control circuit, voltage, fuse size.

(i) Contactor or starter, manufacturer, model, size, 
part number.

(j) Compressor motor protection, type, size, part 
number.

(k) Data on capacitors, relays, or other electrical 
components.

(l) Pressure control, type, size, model number, 
setting.

(m) Oil pressure safety control, type, model num-
ber.

(n) Defrost control, type, manufacturer, model 
number, setting.

(o) Data on miscellaneous refrigeration compo-
nents such as pressure controls, winterizing  
controls, oil separators, crankcase heaters, 
solenoids, valves, etc.

(p) Liquid line drier, manufacturer, size, model 
number, connections.

(q) Schematic diagram of refrigerant piping.

(r) Final settings on all pressure, regulating, and 
safety controls.
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FUNDAMENTALS OF EVACUATION AND 
DEHYDRATION

Although millions of dollars have been spent on 
refrigeration research, many of the reactions in-
side air conditioning and refrigeration systems are 
still a mystery. We do know that the presence of 
moisture, heat, and oxygen under certain condi-
tions can result in many forms of system damage. 
Corrosion, sludging, copper plating, oil breakdown, 
carbon formation, and eventual compressor failure 
can be caused by these contaminants.

The absence of any one of the three, or its reduction 
to an acceptable level can greatly extend compres-
sor life and slow down harmful reactions. If all three 
can be controlled, then a sound foundation has 
been made for a trouble free installation.

Copeland® brand compressors are carefully tested 
to determine limits within which operation is possible 
without creating excessive heat in the compressor. 
But under the best operating conditions, heat is 
going to be produced as a natural consequence 
of compression of the refrigerant gas. Discharge 
temperatures in excess of 200°F. are unavoidable. 
Therefore, major efforts must be directed at prevent-
ing moisture and air from entering the system.

Moisture In A Refrigeration System

Moisture exists in three forms; as a solid when it 
is frozen into ice, as liquid water, and as a vapor 
or gas. It is extremely rare that moisture will enter 
a refrigeration system in the form of ice or water. 
It is the invisible water vapor that exists in the air 
around us that creates the real hazard.

The ability of air to hold water vapor increases with 
the temperature of the air. On a hot, humid summer 
day, the air may be actually loaded with moisture. 
Relative humidity is the term commonly used to 
express the percentage of saturation, that is, the 
existing moisture content of the air expressed as 
a percentage of the maximum moisture that the air 
could contain at a given temperature.

The relative humidity determines the dew point, or 
the temperature at which moisture will condense 
out of the air. Condensation occurs on the outside 
of a cold glass of water in a warm room, and it can 

occur in exactly the same fashion inside a cold 
evaporator which has been opened and exposed 
to the atmosphere.

Despite the fact that water vapor exists as part of 
the air around us, it acts quite independently of 
the air. Vapor pressure is independent of air pres-
sure, and its speed of movement is astonishing. 
This means that water vapor cannot be stopped 
by air movement.

Obviously it is impossible to prevent water vapor 
from entering the system anytime it is opened to 
the atmosphere. However, if the temperature of the 
exposed part of the system is above the dew point, 
or if the time of exposure is short, the amount of 
moisture actually entering the system will be small. 
If a new drier is installed in the liquid line each time 
the system is opened for maintenance, the drier 
will normally have suffi cient capacity to lower the 
moisture in the system to a safe level.

However, at the time of original installation, or after 
exposure for long periods during maintenance, the 
amount of moisture in the system may be greater 
than a drier’s effective capacity. In such cases, 
evacuation is the only effective means of removing 
large quantities of moisture from the system, and 
to successfully dehydrate a system by evacuation, 
pressures within the system must be reduced to 
levels which will cause the trapped moisture to 
vaporize.

Air In A Refrigeration System

The air we breathe is primarily composed of nitrogen 
and oxygen. Both elements remain in a gaseous 
form at all temperatures and pressures encountered 
in commercial refrigeration and air conditioning 
systems. Therefore, although these gases can 
be liquefi ed under extremely low temperatures, 
they may be considered as non-condensable in a 
refrigeration system.

Scientists have discovered that one of the basic 
laws of nature is the fact that in a combination of 
gases, each gas exerts its own pressure indepen-
dently of others, and the total pressure existing in 
a system is the total of all the gaseous pressures 
present. A second basic characteristic of a gas is 
that if the space in which it is enclosed remains 

24-6



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.

constant, so that it cannot expand, its pressure 
will vary directly with the temperature. Therefore, 
if air is sealed in a system with refrigerant, the 
nitrogen and oxygen will each add their pressure 
to the system pressure, and this will increase as 
the temperature rises.

Since the air is non-condensable, it will usually trap 
in the top of the condenser and the receiver. Dur-
ing operation the compressor discharge pressure 
will be a combination of the refrigerant condensing 
pressure plus the pressure exerted by the nitrogen 
and oxygen. The amount of pressure above normal 
condensing pressures that may result will depend 
on the amount of trapped air, but it can easily 
reach 40 to 50 psig or more. Any time a system is 
running with abnormally high head pressure, air in 
the system is a prime suspect.

Nitrogen is basically an inert gas and does not easily 
enter into chemical reactions. Oxygen, however, is 
just the reverse, and at the slightest opportunity will 
combine with other elements. Rust, corrosion, and 
burning are all common oxidation processes.

In the refrigeration system, oxygen and moisture 
quickly join in a common attack on the refrigerant 
and oil, and can cause corrosion, copper plating, 
acid formation, sludging, and other harmful reac-
tions. Tests have shown that in the presence of 
heat, the combination of air and moisture is far 
more apt to cause breakdown of the refrigerant 
and oil mixture than greatly increased amounts of 
moisture alone.

Pressure - Temperature - Evaporating 
Relationships

Anyone familiar with refrigeration knows that re-
frigerants follow a defi nite fi xed pressure-tempera-
ture relationship, and that at a given pressure the 
refrigerant will boil or vaporize at a corresponding 
saturation temperature. Water follows exactly the 
same pattern, and this is the basis for dehydration 
by evacuation. 

The pressure which determines the boiling points 
of refrigerants and water is absolute pressure, nor-
mally expressed in terms of psia, which is defi ned as 
the pressure existing above a perfect vacuum.

The atmosphere surrounding the Earth is composed 
of gases, primarily oxygen and nitrogen, extending 
many miles above the surface of the Earth. The 
weight of that atmosphere pressing down on the 
Earth creates the atmospheric pressure we live 
in. At a given point, the atmospheric pressure is 
relatively constant except for minor changes due 
to changing weather conditions. For purposes 
of standardization and as a basic reference for 
comparison, the atmospheric pressure at sea level 
has been universally accepted, and this has been 
established at 14.7 pounds per square inch, which 
is equivalent to the pressure exerted by a column 
of mercury 29.92 inches high.

At very low pressures, it is necessary to use a 
smaller unit of measurement since even inches of 
mercury are too large for accurate reading. The 
micron, a metric unit of length, is commonly used 
for this purpose, and when we speak of microns in 
evacuation, we are referring to absolute pressure 
in units of microns of mercury. Relationships of the 
various units of measurement are as follows:

1 pound per sq. in.  = 2.03 inches mercury
1 inch mercury = .491 pounds per sq. in.
1 inch mercury =  25,400 microns mercury
1 inch =  25,400 microns
1 millimeter =  1,000 microns
1 micron =  .001 millimeter

The refrigeration serviceman’s bourdon tube gauge 
reads 0 pounds per square inch when not con-
nected to a pressure producing source. Therefore 
the standard relationship has been established 
that absolute pressure is equal to gauge pressure 
plus 14.7 psi. Pressures below 0 psig are actually 
negative readings on the gauge, and are referred 
to as inches of vacuum. The gauge is calibrated 
in the equivalent of inches of mercury.

Factors Affecting Vacuum Pump 
Performance

A vacuum pump suitable for refrigeration work must 
not only be capable of pulling a high vacuum, but 
must be capable of maintaining that vacuum on 
the system for prolonged periods. As moist air is 
pumped through the vacuum pump, the moisture 
will seek to condense in the vacuum pump oil 
sump, and once the oil is saturated, water vapor 
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The above table clearly illustrates the reduction of the boiling point of water with a reduction of pressure. 
It is clear that at normal room temperatures, dehydration by evacuation requires pressures below 0.40 
psia, which means a corresponding vacuum reading at sea level of 29.2 inches of mercury. At pressures 
above that, boiling simply would not take place. From a practical standpoint, much lower pressures are 
necessary to create a temperature difference to the boiling water so that heat transfer can take place, and 
also to offset pressure drop in the connecting lines, which is extremely critical at very low pressures. Pres-
sures from 1,500 to 2,000 microns are required for effective dehydration, and equipment to accomplish 
this is normally described as being designed for high vacuum work. Heat should be applied to systems 
which are known to contain free water to aid in evacuation.

It is important to remember that gauge pressures are only relative to absolute pressure. The table shows 
relationships existing at various elevations assuming that standard atmospheric conditions prevail. Obvi-
ously, a given gauge pressure at varying elevations may actually refl ect a wide variation in actual absolute 
pressures.
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escaping from the oil may prevent the pump from 
achieving a high vacuum. Unless the pump is 
specifi cally designed to prevent this condition, the 
oil may become saturated before one evacuation 
job is completed.

In order to prevent condensation, some vacuum 
pumps have a vented exhaust or gas ballast feature. 
Basically this involves allowing a small bleed of 
atmospheric air to enter the second stage of a two 
stage pump, or the discharge chamber of a single 
stage pump prior to the discharge stroke to prevent 
condensation of water during compression.

Since reciprocating pumps lose effi ciency at 
vacuums greater than 27 inches of mercury, rotary 
pumps are primarily used for high vacuum work. 
Single stage vacuum pumps are available which 
are capable of pulling a very high vacuum, but in 
general they are vulnerable to oil contamination, and 
if the exhaust is vented to protect the oil, then the 
pump’s effi ciency is reduced. Although single stage 
pumps may be quite satisfactory for small systems, 
for best high vacuum performance in refrigeration 
usage a two stage vacuum pump with gas ballast 
on the second stage is recommended.

Even at extremely low pressures, it is essential 
that the system to be evacuated is at a tempera-
ture high enough to insure boiling of any water to 
be removed. With pressures of 2000 microns and 
below, normal room temperatures of 70°F. to 80°F. 
are adequate. Evacuation of temperatures below 
50°F. is not recommended.

If a great deal of moisture must be removed from a 
system by the vacuum pump, the oil may become 
saturated with moisture despite the gas ballast 
feature or the best pump design. Once this has oc-
curred, the only solution is to change the oil in the 
vacuum pump. Even with the best vacuum pump, 
frequent oil changes are necessary to maintain ef-
fi ciency. It is recommended that the oil be changed 
before each major evacuation.

If there is any possibility that large amounts of water 
may be trapped in a system, the lines should be 
blown out with dry nitrogen prior to attaching the 
vacuum pump. This will not only aid in prolonging 
the life of the pump, it will materially decrease the 
time required to evacuate the system. If it is known 

that a system is saturated with water, for example 
after the rupture of tubes in a water cooled con-
denser, a special low temperature moisture trap 
should be installed in the suction line ahead of the 
vacuum pump intake. Suitable traps are available 
from vacuum pump manufacturers.

One factor that is not fully appreciated by most 
servicemen is the critical nature of the pressure 
drop that occurs due to restrictions in the line dur-
ing evacuation. For fi eld evacuation with portable 
vacuum pumps, lines connecting the vacuum pump 
to the system should be a minimum of ¼ in. I.D. 
on small systems, and on larger systems at least 
½ in. I.D. copper tubing should be used. Evacuat-
ing valves are recommended for every system. 
These should be installed in both the suction and 
liquid lines, and should be at least as large as the 
connecting lines. The typical serviceman’s manifold 
and charging hose will cause suffi cient restriction 
to prevent a high vacuum being reached, and 
compressor service valves are also unsatisfac-
tory for high vacuum work. If restrictions exist in 
the connecting lines, gauges at the vacuum pump 
will refl ect pump pressure, but will not give a true 
picture of pressures in the system.

The speed with which a system may be evacuated 
depends on both the displacement of the vacuum 
pump and the size of the connecting lines and fi t-
tings. A good high vacuum pump has a very high 
pumping effi ciency down to absolute pressures of 
1,000 microns and below, possibly as high as 85% 
to 90% or more. This means that a vacuum pump 
with 1 CFM displacement may still be capable of 
pumping up to .9 CFM with a suction pressure of 
1,000 microns and discharging to atmosphere.

However, a vacuum pump’s performance can be 
greatly reduced by the size of connecting lines 
and fi ttings. In the low or medium vacuum range, 
this may not greatly affect a pump’s effi ciency, 
but at pressures below 5,000 microns the pump’s 
net capacity can decrease rapidly. The following 
comparison is based on one pump manufacturer’s 
catalog information on pumping speed of rotary 
vacuum pumps.

It is interesting to note that more effi ciency can be 
gained by increasing the connecting line size on a 
1 CFM pump from ¼ in. I.D. to a larger size than 
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can be gained by putting a 5 CFM pump on the 
same ¼ in. connection.

Calculations to determine pull down time are quite 
complicated, since the pump’s effi ciency changes 
with the reduced pressure, and the size and length 
of the connecting lines may greatly affect the per-
formance of a given pump. The following estimate 
of pull down time is based on one manufacturer’s 
catalog data, but because of the assumptions that 
must be made in the calculation, the fi gures are at 
best an approximation.

The above table provides a good comparison of 
relative pump performance. It is quite clear that if 
a connecting line no larger than ¼ in. I.D. is to be 
used, there is little to be gained by going to a larger 
vacuum pump. For large systems it is obvious that 
both a good sized vacuum pump and a large con-
necting line are necessary if the required time is to 
be held to a minimum. The pull down time will vary 
directly with the internal volume of a given system, 
so for smaller systems the 1 CFM pump may be 

perfectly satisfactory.

Measurement of Vacuum

As indicated earlier, the refrigeration serviceman’s 
gauge reads pressure only in relation to absolute 
pressure, and a given gauge reading may cover a 
wide range of actual pressures. For this reason, and 
also because the ordinary bourdon tube compound 
gauge is not designed for the extreme accuracy 
required in evacuation work, a special vacuum 
gauge is required for high vacuum readings.

For accurate pressure readings in the micron range 
for refrigeration use, a thermocouple vacuum gauge 
is recommended. This type of gauge is relatively 
inexpensive, easy to operate, rugged enough for 
fi eld use, and requires little or no maintenance. 
The advantage of this gauge where moisture may 
be encountered in a system is that it measures 
not only the pressure due to residual gases, but 
also the pressure contributed by any water vapor 
remaining in the system. The McLeod type gauge 
is widely used in laboratory work, and is highly ac-
curate for readings where moisture is not a factor, 
but it is not recommended for use in refrigeration 
work since it will not measure the pressure due to 
water vapor.

Triple Evacuation

In order to insure a complete evacuation, Emerson 
Climate Technologies, Inc. recommends a triple 
evacuation, twice to 1,500 microns and the fi nal time 
to 500 microns. The vacuum should be broken to 
2 psig each time with the same type of refrigerant 
to be used in the system.

It is quite possible that the original evacuation, if 
not continued for a suffi cient period of time may 
not completely remove all of the air and moisture 
from the system. Breaking the initial vacuum with 
dry refrigerant allows the fresh refrigerant to absorb 
and mix with any residual moisture and air, and the 
succeeding evacuation will remove a major portion 
of any remaining contaminants. If for example, 
each evacuation removed only 98% of the contents 
of the system, and any remaining contaminants 
mixed thoroughly with the refrigerant used to 
break the vacuum, after the triple evacuation the 
remaining contaminant percentage would be 2% 
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x 2% x 2% or .0008%. The residual contaminants 
have been reduced to such a low level they no 
longer are a danger to the system. This illustrates 
why triple evacuation is increasingly important if 
the vacuum pump is not of the highest effi ciency, 
or if the evacuation time is not adequate to insure 
complete evacuation.

Many manufacturers use process pressures of 
50 to 100 microns. However, in fi eld evacuation, 
pressures in this range are very diffi cult to reach, 
particularly if refrigerant has been allowed to mix 
with oil in the system. The refrigerant will escape 
from the oil very slowly, and the time required to 
reach such low pressures might be quite unreason-
able. The triple evacuation method to a pressure of 
500 microns is practical under fi eld conditions, and 
represents a specifi cation that can be met.

For manufacturers having process equipment, the 
use of dry air with a dew point below -60°F. in place 
of refrigerant for dehydration in connection with a 
triple evacuation to the pressures described above 
is also highly recommended.

To evacuate a system properly requires time and 
care. Any slight carelessness in protecting the 
sealed system can undo all the precautions taken 
previously. But the slight extra effort required to 
make an evacuation properly and completely will 
pay big dividends in reduced maintenance and 
trouble free operation.

BRAZING CONNECTIONS ON WELDED 
MOTOR-COMPRESSORS

Suction and discharge line connections to welded 
motor-compressors are normally made by brazing 
the refrigerant lines directly into stub tubes on the 
compressor with a silver brazing alloy. Occasionally 
the joint between the stub tube and the steel shell 
is damaged by overheating during factory or fi eld 
installation when the refrigerant line connections 
are made. This type of damage can be avoided by 
proper care during the brazing operation.

The connection between the stub tube and the shell 
is made with a 35% silver brazing alloy which has a 
melting range of 1125°F. to 1295°F. The temperature 
of this joint must be kept below this range during 
the line brazing operation to avoid damage.

Figure 111 illustrates a typical suction line connec-
tion. The torch fl ame should be used primarily on 
the refrigerant line, with only enough heat applied 
to the stub tube to make the connection properly. 
Heat will be conducted into the joint area from 
the refrigerant line. The torch fame should have a 
greenish “feather” extending from the tip of the inner 
blue cone as illustrated in Figure 112. Heat should 
be applied to both sides of the tube, and the fl ame 
should be moved continuously in a circular motion 
to distribute the heat, and prevent overheating of 
the tubing. Compressors with damaged joints usu-
ally show evidence of the torch fl ame having been 
allowed to burn directly on the compressor shell 
and the stub tube-shell joint.

Emerson Climate Technologies, Inc. recommends 
that a low melting point alloy such as Easy-Flo or 
Easy-Flo 45 be used in making the line joint rather 
than a higher melting point alloy such as Sil-Fos. The 
heat necessary to make a Sil-Fos joint is somewhat 
greater than required for Easy-Flo, making it more 
diffi cult to avoid overheating. Another advantage of 
a lower temperature brazing alloy is the reduced 
annealing effect which takes the place, thus result-
ing in a stronger joint.
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To assure a sound, leak tight tubing connection 
without overheating, the surfaces must be properly 
cleaned and a suitable fl ux must be used. A low 
temperature brazing fl ux that is fully liquid and ac-
tive below the fl ow point of the silver brazing alloy 
is required. Only the male connection should be 
fl uxed, and only enough fl ux should be used to 
adequately cover the surface. Excess fl ux allowed 
to enter the system can cause starting failures on 
PSC motors, plug fi lters and valves, and may cause 
other complications due to chemical reactions.

INSTALLATION OF SUCTION AND 
DISCHARGE LINE VIBRATION ABSORBERS

In order to prevent the transmission of noise and 
vibration from the compressor through the refrigera-
tion piping, vibration eliminators are often required 
in the suction and discharge lines. On small units 
where small diameter soft copper tubing is used for 
the refrigerant lines, a coil of tubing may provide 
adequate protection against vibration. On larger 

units, fl exible metallic hose is frequently used.

Metallic vibration absorbers should be selected to 
have the same or greater internal diameter than 
the connecting piping. Because of the convolu-
tions of the inner wall of the absorber, excessive 
refrigerant gas velocity can cause whistling and 
noise problems. 

Unless properly installed, stress resulting from 
line movement may cause failure of the vibration 
absorber, and possibly can lead to line breakage. 
Because of its construction, a metallic vibration 
absorber can easily adjust to movement in a radial 
direction, but it must not be subjected to stress in 
either compression or extension. Some manufac-
turers recommend using two vibration absorbers 
at right angles, but normally this is not necessary 
on Copeland® brand compressors.

Emerson Climate Technologies, Inc. recommends 
installation parallel to the crankshaft, as close to 
the compressor as possible. The starting torque 
of the motor will tend to rock the compressor from 
side to side when starting, and mounting parallel 
to the crankshaft will allow the absorber to easily 
adjust to the movement.

Vibration absorbers may be installed in a vertical 
position if the joints are sealed against trapping 
of condensation which might damage the bellows 
due to freezing. Filling of the joints with soft solder 
as a means of sealing is recommended. Flexible 
metal hoses are available with a neoprene jacket 
which protects the absorber against any possible 
damage from condensation or moisture.
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on supermarket or other large commercial refrig-
eration installations, and is readily adaptable to 
different types of applications.

Installation of an angle 45° from the vertical and 
parallel to the crankshaft is acceptable, although 
horizontal or vertical installation is preferred. A 45° 
angle installation at right angles to the compressor 
crankshaft can actually act as a brace, causing 
compression stress, and is not acceptable.

Installation in the horizontal plane at right angles to 
the crankshaft is not acceptable, since compressor 
movement would tend to either compress or extend 
the absorber, and early failure of the absorber or 
connecting fi ttings could result.

The line connected to the end of the absorber op-
posite the source of vibration should be fi rmly an-
chored to a solid member. No movement will then be 
transmitted into the refrigerant lines beyond. Where 
a vertical or 45° mounting is used, the piping must be 
arranged so that suffi cient allowance for movement 
is made. As a convenient means of checking the 
installation, a spring mounted compressor should 
be free to bottom solidly on the mounting pad or 
mounting snubber without stressing the absorber. 
The refrigerant lines should be in proper alignment 
prior to installation of the absorber, and suffi cient 
space should be allowed so that it can be installed 
without being either stressed or compressed.

Internal joints of metallic vibration absorbers are 
often made up with a brazing compound which has 
a melting point of approximately 1,300°F. In order to 
avoid damage to the internal joints, line connections 
should be made with a silver solder alloy having a 
melting temperature below 1,200°F.

TYPICAL INSTALLATION SPECIFICATIONS

On large fi eld installed refrigeration and air con-
ditioning systems, it is advisable to have a written 
specifi cation covering the work to be done and the 
responsibilities of each party. The specifi cation is 
an aid in assuring a clear understanding of the 
contractor’s responsibility prior to the start of the 
job, so that disputes and disagreements may be 
eliminated.

Specifi cations may vary from a short paragraph 
covering the scope of the work to a detailed de-
scription of the work to be done. The following 
specifi cation is typical of the type frequently used 
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Typical Specifi cation

Large Commercial Refrigeration and Air Conditioning Installation

1. Defi nition of Terms

1.1 “Contractor” shall mean the refrigeration installation contractor.

1.2 “Owner” is        .

1.3 “Manufacturer” shall mean the company or companies which will supply various equipment such 
as fi xtures, compressors, coils, etc.

1.4 “Refrigeration Installation” shall mean the necessary labor and all parts and accessories neces-
sary to complete the work outline in this specifi cation.

2. Scope of Work

2.1 These specifi cations are intended to cover the installation of compressors, condensers, coils, 
condensing units, fi xtures, and all other fi ttings, devices, and accessories required to complete 
the refrigeration systems as shown or called for on the refrigeration plans and schedules. The 
omission from these specifi cations or from the refrigeration plans and schedules of express ref-
erence to any parts necessary for the complete installation is not to be construed as releasing 
the contractor from responsibility for furnishing such parts.

2.2 For details of installation refer to the fi xture plan, refrigeration schedule, fl oor plan, plumbing 
plan, electric plan, air conditioning, heating, and ventilating plan, manufacturer’s installation 
instructions, and to applicable codes and ordinances.

2.3 The Contractor shall furnish and install any necessary refrigerant piping, fi ttings, vibration elimina-
tors, line valves, solenoid valves, crankcase pressure regulating valves, thermostatic expansion 
valves, dehydrators, strainers, sight glasses, moisture indicators, refrigerant, oil, fi lters, insulation 
and all fi ttings and accessories necessary to make a complete installation unless otherwise speci-
fi ed, together with all labor required to complete the installation and perform the service covered 
by this specifi cation. The Contractor is responsible for unloading, assembling, and installing all 
fi xtures, coolers, coils, compressors, condensing units, air conditioners, condensers, and other 
refrigeration equipment unless otherwise specifi ed. The Contractor shall also arrange for the 
removal of crating and packing materials, and shall leave the uncrating area and the compressor 
room clean and neat.

2.4 The Contractor shall familiarize himself with the project, and shall cooperate with other contractors 
doing work on the building. If any confl ict, interference, or discrepancies come to the attention 
of the contractor, he shall notify the owner immediately before proceeding any further with the 
installation.

2.5 No additional payment over and above the contract price will be made unless the Contractor 
receives a written order by the Owner or his representative for the addition.
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2.6 Equipment and services shall be furnished as follows:

  To Be Furnished By
 Owner Contractor Others 
   
 Refrigerated fi xtures 
 Coils for coolers
 Air conditioning units
 Air conditioning temperature controls
 Air cooled condensers
 Compressors
 Condensing units
 Refrigeration system controls
 Coolers & freezers (walk in)
 Coolers & freezers (reach in)
 Ventilation and exhaust fans and controls
 Cooling tower and controls
 Plumbing
 Sheet metal, duct work, dampers, etc.
 Motor starters and protectors
 Electrical wiring, disconnect switches
 and connections

3. Fees, Permits, Licenses, and Insurance

3.1 All necessary permits and licenses incident to the work and required by local ordinance shall 
be secured and paid for by the contractor. All equipment shall be installed in strict compliance 
with all local building codes and ordinances.

3.2 The Contractor shall not commence work under this contract until he has obtained all the insur-
ance required hereunder, and has fi led certifi cates to that effect with the Owner. The Contractor 
shall indemnify and hold harmless the Owner for any and all claims, suits, losses, damages, 
or expenses on account of bodily injury, sickness, disease, death, and property damage as a 
result of the Contractor’s operations, acts, omissions, neglect or misconduct in connection with 
this project. Insurance coverage shall include but is not limited to

(a) Contractor’s Public Liability Insurance
(b) Contractor’s Contingent Liability Insurance
(c) Property Damage Insurance
(d) Automotive Public Liability Insurance
(e) Automotive Property Damage Insurance

4. Refrigerant Piping Materials

4.1 Unless otherwise specifi ed, all refrigeration piping shall be refrigeration grade Type L or Type K 
hard drawn degreased sealed copper tubing. Alternate proposals may be submitted for the use 
of Type L refrigeration grade soft copper tubing for long underfl oor runs only providing runs are 
straight and free from kinks and bends.

4.2 Extreme care shall be taken to keep all refrigerant piping clean and dry. It shall be kept sealed 
except when cutting or fabricating. Each length shall be inspected and swabbed with a cloth 
soaked in refrigeration oil if any dirt, fi lings, or visible moisture are present.
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4.3 All sweat-type fi ttings shall be wrought copper or forged brass. All elbows and return bends 
shall be of the long radius type. If fl are fi ttings are required, they shall be of the frost proof type, 
(except on connections not subject to condensation), and constructed of forged brass. Soldered 
joints are preferred and shall be used wherever practical.

5. Refrigerant Piping Installation

5.1 Tubing shall be installed in a neat, workmanlike manner with horizontal runs sloped toward the 
compressor at a rate of 1” per 20’. All lines shall be supported at intervals of not more than 8’ 
and suitably anchored. Rubber grommets shall be used between tubing and clamps to prevent 
line chafi ng.

5.2 Where vertical risers of more than 5 feet occur in a suction line, the riser shall be trapped at the 
bottom.

5.3 Where a branch suction line enters a main suction line it shall enter at the top. Piping shall be 
arranged so refrigerant or oil cannot drain from the suction line into the coil.

5.4 Individual fi xture or unit suction and liquid lines shall be of the size recommended by the Manu-
facturer as shown in the applicable installation and service instructions. Liquid and hot gas 
refrigerant lines shall be sized in accordance with good industry practice to avoid excessive 
pressure drops. Branch and main suction lines shall be sized to maintain adequate velocities 
to properly return oil to the compressor under minimum load conditions at the lowest saturated 
suction pressure to be expected.

5.5 All joints in the compressor discharge line shall be brazed with a suitable high temperature 
silver solder alloy containing not less than 15% silver. Use only a suitable silver solder alloy on 
all copper to copper connections in the suction line and liquid line. At any copper to brass joint 
where damage could occur from excess heat use 95/5 solder. Use a solder with at least 35% 
silver content on all copper to steel, brass to steel, or steel to steel joints. During the brazing 
operation, dry nitrogen must be bled through the piping at very low pressure to prevent oxidation 
and scaling.

5.6 In order to avoid damage to the internal Silfos joints in vibration eliminators, line connections to 
vibration eliminators are to be made with a silver solder alloy such as Easy-Flo having a melting 
temperature of 900°F. to 1,200°F. (well below the 1,300°F. melting point of Silfos).

5.7 To prevent contamination of the line internally, limit the soldering paste or fl ux to the minimum 
required. Flux only the male portion of the connection, never the female.

5.8 Suction lines from low temperature cases shall be insulated where run below the fl oor level. All 
exposed suction lines, both low and medium temperature, shall be insulated as necessary to 
prevent condensation.

5.9 Insulation shall be of the cellular type such as Armstrong “Armafl ex” or equal, shall fi t the tubing 
snugly, and shall be applied and sealed in accordance with the Manufacturer’s instructions.

5.10 The refrigerant piping shall be adequately protected. Permanent guards shall be installed as 
required to protect the piping and fi ttings from damage. Metal pipe sleeves shall be provided 
where tubing passes through a concrete wall or fl oor, and the space around the tubing shall be 
fi lled with a mastic insulating compound.
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5.11 Arrange the piping so that normal inspection and servicing of the compressor and other equip-
ment is not hindered. Do not obstruct the view of the crankcase oil sight glass, or run piping so 
that it interferes with removal of the compressor or other components.

5.12 Tubing installed in trenches or conduit under the fl oor must be level to prevent oil trapping. Guard 
against deformation or damage from trucks carrying heavy loads, or cement being poured.

6. Installation of Accessories

6.1 Vibration eliminators shall be installed in the suction and discharge lines of all compressors 
with spring or fl exible mounting. The vibration eliminator must be applied according to the Man-
ufacturer’s recommendations. For Copelametic® compressors, the vibration eliminator should 
be mounted parallel to the crankshaft, as close to the compressor as possible. Installation in a 
horizontal plane at right angles to the crankshaft is not acceptable, since the resulting stress 
from compressor movement may cause failure of the vibration absorber. If installed in a vertical 
position, the eliminator joints must be sealed against dripping from condensation to protect from 
freezing.

6.2 A solder type combination liquid sight glass and moisture indicator shall be installed in each 
system and located for easy visibility.

6.3 If liquid line driers are not otherwise specifi ed, they shall be of the fi lter-drier type, and of the 
size recommended by the Manufacturer. Drier cartridges shall not be installed until the second 
evacuation has been completed.

6.4 Two evacuation fi ttings are necessary. One should be in the suction line at the inlet side of the 
suction line fi lter, and one should be in the liquid line at the outlet side of the fi lter-drier. If prop-
erly valved, the connection in the liquid line may serve as a charging valve. After evacuation 
and charging, the fi ttings are to be capped or removed. Connections should be at least 3/8” and 
preferably ˚” in size.

6.5 A permanent suction line fi lter shall be installed in each compressor suction line. A pressure fi tting 
must be provided ahead of the fi lter, preferably in the shell, to facilitate checking the pressure 
drop. If the pressure drop across the fi lter is in excess of 1 psig after the initial 24 hours of opera-
tion, the suction line fi lter cartridge shall be replaced, or if the fi lter is of the sealed permanent 
type, the fi lter shall be replaced.

7. Drain Connections

7.1 Unless otherwise specifi ed, condensate drains from coils and cases to the fl oor drain will be the 
responsibility of the Contractor. No drain line shall be smaller than the coil drain pan connection. 
All drain lines shall be hard copper tubing except for those in reach-in coolers. Lines should be 
sloped adequately to drain by gravity any water accumulated from condensing, defrosting, or 
cleaning operations. All condensate lines from refrigerated fi xtures must be trapped and run to 
an open drain. They must not be connected directly to the sewer system. If necessary for clean-
ing, threaded unions shall be provided in the most accessible location near the fi xture.

8. Testing, Evacuation, and Charging

8.1 The Contractor shall notify the Owner 24 hours in advance of any test so that the Owner and/or 
Manufacturer’s representative may be present for the test if desired.

24-17



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.

8.2 When the refrigeration connections have been completed, the system shall be tested at a mini-
mum of 150 psig with the compressor suction and discharge valves closed, and all other valves 
in the system open. (If local codes require higher test pressures, such codes must be complied 
with). Leak testing shall be performed with an electronic leak detector, unless the use of a halide 
torch is specifi cally authorized by the Owner. Refrigeration piping will not be acceptable unless 
it is gas tight. If any leaks are found, isolate the defective area, discharge the gas and repair the 
leaks, and then repeat the test. When testing has been completed, release all pressure freely 
to the atmosphere.

8.3 The system shall be evacuated with a vacuum pump specifi cally manufactured for vacuum duty, 
having a capability of pulling a vacuum of 50 microns or less. Evacuation of the system must 
never be done by the use of the refrigeration compressor. The pump should be connected to 
both the low and high side evacuation valves with copper tube or high vacuum hoses. (1/4” I.D. 
minimum). The compressor service valves should remain closed. A high vacuum gauge capable of 
registering pressure in microns should be attached to the system for pressure readings. Hermetic 
or accessible-hermetic motor compressors must not be operated during evacuation because of 
the reduced dielectric strength of the atmosphere within the motor chamber. To check system 
pressure, a hand valve must be provided between the pressure gauge and the vacuum pump 
which can be closed to isolate the system and check the pressure.

8.4 Evacuate each system to an absolute pressure not exceeding 1,500 microns. Install a drier of the 
required size in the liquid line, open the compressor suction and discharge valves, and evacuate 
to an absolute pressure not exceeding 500 microns. Leave the vacuum pump running for not 
less than two hours without interruption. Raise the system pressure to 2 psig with refrigerant, 
and remove the vacuum pump.

8.5 Refrigerant shall be charged directly from the original drums through a combination fi lter-drier. 
Each drier may be used for a maximum of three cylinders of refrigerant, and then must be 
replaced with a fresh drier. Charge the system by means of a charging fi tting in the liquid line. 
Weigh the refrigerant drum before charging so that an accurate record can be kept of the weight 
of refrigerant put in the system. If refrigerant is added to the system through the suction side of 
the compressor, charge in vapor form only.

9. Start-Up

9.1  Compressors and condensing units will normally be delivered to the job with suffi cient oil for 
the average installation. Check all compressors for proper oil level, and if necessary add suf-
fi cient oil to bring the level to the center of the crankcase sight glass. Use only the refrigeration 
oil recommended by the compressor manufacturer. All oil must be delivered to the job in factory 
sealed, unopened containers.

9.2 Before operating any motor or other moving parts, they are to be lubricated with the proper oil 
or grease as necessary.

 
9.3  Remove or loosen shipping retainers under motor compressors. Make sure hold down nuts on 

spring mounted compressors are not touching the compressor feet, and are not more than 1/16” 
above the mounting foot.

9.4  Check high and low pressure control cut-in and cut-out points. Check water valve settings. Adjust 
if necessary.
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9.5  After the compressor is started, continue charging until system has suffi cient refrigerant for proper 
operation. Do not overcharge. During start-up, no compressor is to be left operating unattended 
and unwatched until the system is properly charged with refrigerant and oil.

9.6  Do not add refrigeration oil while the system is short of refrigerant unless oil level is dangerously 
low. If oil has been added during charging, carefully check the compressor crankcase sight glass 
after reaching a normal operating condition to be sure the system does not contain an excessive 
amount of oil which can cause slugging or loss of refrigerating capacity.

9.7 The temperature controls shall be set to maintain the following temperatures in the center of the 
fi xture before stocking:

   FIXTURE  TEMPERATURE  °F.
        

   (Minimum) (Maximum)
   Meat walk-in cooler 31 33
   Meat holding cooler 29 31
   Self-Service meat counter 31 33   

  Dairy walk-in cooler 36 38 
   Self-Service dairy case 36 38 
   Produce walk-in cooler 38 40
   Self-Service produce counter 38 40
   Self-Service beverage case 38 40
   Frozen food storage cooler -15 -10
   Self-Service frozen food case -5 0
   Self-Service ice cream case -15 -10
   Meat preparation room 54 56

10. Operation and Check-Out

10.1 The Contractor shall be responsible for the proper adjustment of all controls in the system, in-
cluding the controls on each refrigeration circuit, air temperature controls in the machine room, 
remote condenser or water tower controls, water regulating valves, or such other controls as 
may be required.

10.2 The Contractor shall check the compressor overload protectors with the manufacturer’s speci-
fi cations, and inform the Owner if they are incorrect.

10.3 The Contractor shall furnish a competent refrigeration service mechanic to check and make 
any necessary adjustments to the controls during the time the fi xtures are being stocked. The 
mechanic shall remain at the store for at least 8 hours during the fi rst day the store is open for 
business beginning 1 hour before opening time.

11. Identifi cation and User Instruction

11.1 Each refrigerated fi xture and cooler coil should be numbered starting at No. 1. These numbers 
shall be not less than 1” in height and shall be stenciled or marked neatly on the fi xture in an 
inconspicuous location easily available to the serviceman. The compressors or condensing 
units serving the fi xtures should be marked with the numbers of the cases and coils served with 
fi gures not less than 1 ½” in height.

24-19



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.

11.2 All switches, starters, and controls shall be identifi ed as to the fi xture or condensing unit they 
serve.

11.3 The Contractor shall turn over to the Owner one copy of all manufacturer’s literature furnished 
with each piece of equipment. Within 30 days after the store is opened, the Contractor shall 
instruct the store management on the proper operation, care and upkeep of all equipment.

11.4 A permanent data sheet shall be prepared on each installation with two copies for the Owner and 
the original for the installing Contractor’s fi les. The data sheet shall contain a complete record 
of sizes and identifi cation of all components used in the installation together with any pertinent 
information. The data sheet should include but is not limited to the following:

A. Compressor manufacturer, model, and serial number.
B. Fixture manufacturer, model, and serial number.
C. Design operating temperatures.
D. Condensing unit model, and serial number. (If package condensing unit)
E. If remote condenser, type, manufacturer, model, fan data.
F. Refrigerant and weight of charge.
G. Electrical service, volts, phase, cycles, wire size.
H. Control circuit, voltage, fuse size.
I. Contactor or starter, manufacturer, model, size, part number.
J. Compressor motor protection, type, size, part number.
K. Data on capacitors, relays, or other electrical components.
L. Pressure control, type, size, model number, setting.
M. Oil pressure safety control, type, model number.
N. Defrost control, type, manufacturer, model number, setting.
O. Data on miscellaneous refrigeration system components such as pressure controls, winterizing 

controls, oil separators, crankcase heaters, solenoid valves, valves, etc.
P. Liquid line drier, manufacturer, size, model number, connections.
Q. Schematic diagram of refrigerant piping.

12. Warranty and Guarantees

12.1 All equipment and material supplied and installed by the Contractor shall be guaranteed for one 
year from the date of the store opening. The Contractor shall provide the necessary labor, materi-
als, and incidental expenses to maintain the equipment in proper operation for a period of one 
year from the date the store opens for business, without additional cost to the owner. (Tempera-
ture rises caused by improper stocking or abnormal air currents shall not be the responsibility 
of the Contractor). The service shall not include repairs or replacements due to damage by fi re, 
earthquake, tornado, the elements or act of God, or damage caused by misuse of the system 
by the Owner, power failures, broken glass, or lightning.

12.2 Offi cial acceptance of the completed job shall be when the job is complete in every detail and 
has been run under load conditions with satisfactory performance for a period of at least one 
week.

12.3 In the event any equipment furnished by the Owner is found to be defective, the Owner will com-
pensate the Contractor for the labor and material used in replacing the equipment or repairing 
the defects.
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12.4  The fi rst year service shall include at least three complete lubrications at approximately 4 month 
intervals. At the time the equipment is lubricated, each system shall be checked for proper ad-
justment, and any necessary repairs or corrections shall be made.

12.5  Approximately 30 days prior to the expiration of the one year warranty period, the Contractor 
shall make a fi nal inspection, checking each system for proper adjustment, and correcting any 
defi ciencies, and shall write the Owner a letter certifying that each system is free of leaks and 
is operating at the specifi ed temperature.
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SECTION 25
SERVICING COPELAND® BRAND COMPRESSORS

Emerson Climate Technologies, Inc. manufac-
turers both welded and accessible hermetic 
(Copelametic®) motor-compressors. Welded 
compressors cannot be repaired internally in the 
fi eld, and service operations on these compressors 
are limited to external electrical components and 
normal system repairs.

Copelametic® motor-compressors are specifi cally 
designed for fi eld accessibility if required. Remov-
able heads, stator covers, bottom plates and hous-
ing covers allow access for easy fi eld repairs in the 
event of compressor damage.

The description of service operations that follows is 
general in nature, but those sections dealing with 
internal maintenance apply only to Copelametic® 
compressors.

NAMEPLATE IDENTIFICATION

The model number designation on Copeland® 
brand compressors and condensing units provides 
a basic identifi cation of the electrical and physical 
characteristics. The model numbering system for 
Copelametic® compressors is shown in Figure 
114, for welded compressors in Figure 115, and 
for condensing units in Figure 116.

For example, model number 4RH1-2500-TMK-105 
identifi es a Copelametic® motor-compressor as 
follows:

4 Identifi es compressor family
R Identifi es refrigerant cooled
H Identifi es 3020 CFH displacement
1 Identifi es basic physical characteristics
2500 Identifi es nominal 25 HP
T Identifi es three phase
M Identifi es Thermotector motor protection
K Identifi es 208/220/440/3/60 motor wind-

ing
105 Identifi es specifi c bill of material  iden-

tifying valves or other optional features

The serial number provides both an identifi cation 
number and a record of the date of manufacture. 
It is comprised of 8 digits. The fi rst two identify the 

year of manufacture. The third digit is a code letter 
identifying the month of manufacture, the twelve 
months of the year being denoted by the fi rst twelve 
letters of the alphabet (A for January, B for February, 
etc.). The last fi ve digits are assigned in numerical 
order during each month’s production.

The manufacturer of the motor used in the motor-
compressor is also shown by a code letter preceding 
the serial number. Code letters are as follows:

   C  Century
   D Delco
   E Emerson
   G  General Electric
   S A. O. Smith
   W Wagner

To illustrate, a typical serial number might be C 
69G19417. This would indicate:

 C Century Motor
 69G Manufactured in July, 1969
 19417 Identifi cation number

The motor electrical characteristics are also 
stamped on the nameplate. The motor may be 
operated at voltages plus or minus 10% of the 
nameplate rating.

Most Copeland® brand motor-compressors have 
a basic nameplate rating for both locked rotor and 
full load amperes based on motor test data. The 
designation full load amperage persists because 
of long industry precedent, but in reality a much 
better term is nameplate amperage. On all welded 
compressors, all new motors now being developed 
for Copelametic® compressors, and on most of 
the motors developed with inherent protection or 
internal thermostats, nameplate amperage has 
been arbitrarily established as 80% of the current 
drawn when the motor protector trips. The 80% 
fi gure is derived from standard industry practice 
of many years’ standing in sizing motor protective 
devices at 125% of the current drawn at normal 
load conditions.
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In order for the motor to meet Emerson Climate 
Technologies, Inc. standards, the trip point must 
be beyond the prescribed operating limits of the 
compressor, and is determined during qualifi cation 
tests by operating the compressor at established 
maximum load conditions and lowering the supply 
voltage unit the trip point is reached. Use of the 
standard 80% factor enables the service and instal-
lation engineer to safely size wiring, contactors, or 
other external line protective devices at 125% of 
the nameplate rating, since the motor-compressor 
protector will not allow the amperage to exceed 
this fi gure.

In most instances, the motor-compressor is ca-
pable of performing at nominal rating conditions 
at less than rated nameplate amperage. Because 
of standardization, one motor frequently is used in 
various compressor models for air-cooled, suction-
cooled, water-cooled, high temperature, medium 
temperature, low temperature, R-12, R-22, or R-
502 applications as required. Obviously on many 
applications there will be a greater safety factory 
than on others.

When Copeland® brand motor-compressors are 
listed with U. L., the basic compressor nameplate 
rating is listed as a maximum. This allows O.E.M. 
users to list a lower unit nameplate rating should 
the unit electrical load be less than the original 
compressor rating. Frequently this permits the use 
of smaller fuses and wire sizes.

In order to avoid any confl ict in the nameplate ratings 
of the compressor and the unit in small packaged 
equipment, some welded compressors now have no 
full load rating stamped on the nameplate, and are 
assigned an “80% of trip amps” rating on specifi ca-
tion sheets. All welded compressors carry a locked 
rotor rating on the nameplate, and all Copelametic® 
compressors have both a locked rotor and a full 
load amperage rating on the nameplate.

IDENTIFICATION OF PORT LOCATIONS IN 
HEADS OF COPELAMETIC® MOTOR-
COMPRESSORS

In addition to the service ports normally available on 
suction and discharge compressor service valves, 
on Copelametic® compressors high and low pres-
sure ports are provided in the compressor head. 

These provide a convenient connection for high 
and low pressure controls, and unlike the ports in 
service valves, cannot be accidentally closed off.

The port locations in various compressor models 
are shown in Figure 117.

IDENTIFICATION OF MOTOR TERMINALS ON 
SINGLE PHASE COMPRESSORS
 
The terminal plates on Copelametic® compres-
sors are stamped with the terminal identifi cation, 
and identifying the common, run, and start termi-
nals is seldom a problem. This is also true where 
tee blocks are used on welded compressors, but 
many welded compressors are manufactured with 
a Fusite terminal which may have no permanent 
identifi cation.

Fig. 118 shows the various motor terminal confi gu-
rations used by Copeland® brand products.
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Type A illustrates the individual terminal posts used 
on smaller horsepower Copelametic® compres-
sors. Type A follows no standard industry pattern 
and applies only to Copelametic® compressors. 
The terminals are in the order shown when viewed 
from the stator cover end of the compressor (the 
end on which the terminal box is mounted).

Type B is a tee block used on larger horsepower 
compressors, both Copelametic® and welded. 
Type C is a Fusite connection, normally used with 
push-on type terminals.

Both Type B and Type C for production conve-
nience and easy identifi cation, follow the general 
industry rule of identifying common, start, and run 
terminals, always in that order, in the same fashion 
as reading a book. In other words, reading from 
left to right, and from top to bottom, the terminals 
are always C, S, and R.

PROPER VALVE PLATE AND HEAD 
GASKETS FOR 3, 4, AND 6 CYLINDER 
COMPRESSORS 

Occasionally when quick delivery of either new or 
replacement motor-compressors is required from 
a wholesaler’s stock, and the exact model is not 
on hand, compressor heads may be changed in 
the fi eld in order to utilize available stock compres-
sors.

WARNING
When compressor heads are changed to con-
vert standard, capacity control, or two-stage 
compressors to some other model, the correct 
gaskets must be used to insure proper perfor-
mance and prevent damage to the compressor. 

The correct head gasket must exactly match 
the inner face of the head being used.

Standard Compressor Heads

Figure 119 is an inside view of a typical standard 
Copelametic® compressor head, showing the inner 
webbing. The discharge port is located in the valve 
plate in the area indicated, and the proper gasket 
matches the inner face of the head.

External Capacity Control Heads

Figure 120 is an inside view of a Copelametic® 
head equipped with an external unloading valve. 
The valve is mounted on a discharge port located 
in the top of the head. The normal discharge port 
area is fenced off by the “Y” in the inner webbing. 
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The proper gasket exactly matches the inner face 
of the head, the gasket for the external unloading 
head being externally identifi ed by the tab shown 
in Figure 120.

Since the area enclosed by the “Y” in the webbing 
is exposed to discharge pressure from the other 
cylinders, any leakage from the discharge port in 
the valve plate into the discharge chamber of an 
unloaded head can fl ow directly back to the suction 
chamber. Such leakage can cause the compres-
sor suction pressure to rise immediately when the 
compressor is pumped down if the unloader valve 
is not tightly seated.

When a standard heat is replaced with a head 
equipped with an external unloading valve, the 
gasket must be changed and the correct gasket 
must be installed to prevent overheating of the 
compressor.

In the event unloading is not desired on a cyl-
inder bank equipped with a head designed for 
unloading, both the cylinder head and gasket 
must be replaced. The correct gasket must be 
installed to prevent damage to the compres-
sor.

A new internal type unloader is currently under 
development which will also require a special head, 
but the inner face of the head will be the same as 
a standard head, and the standard gasket may be 
used for the unloaded head as well.

Two Stage Heads, 3 Cylinder

On two stage compressors, special heads are 
necessary to provide the necessary separation of 
the two stages of compression. Figure 121 is an 
inside view of a typical Copelametic® head for a 
3 cylinder two stage compressor.

Refrigerant vapor is returned directly from the suc-
tion line to the port in the cylinder head opening 
into the low stage suction chamber, and is then 
discharged by the low stage cylinders into the low 
stage discharge chamber. The gas (at interstage 
pressure) then enters the interstage manifold, is 
desuperheated by liquid refrigerant fed by the de-
superheating expansion valve, and is discharged 
into the compressor motor chamber. The high stage 
suction gas follows the normal suction gas fl ow path 
from the motor chamber to the high stage suction 
chamber, and is then discharged to the condenser 
through the high stage discharge chamber.

The proper gasket exactly matches the inner web-
bing of the head, and must be used to prevent 
leakage between stages and possible overheating 
of the compressor motor.

Two Stage Heads, 6 Cylinder Compressor

On 6 cylinder two stage compressors, different 
heads must be used on the high and low stage 
cylinders. When viewed from the bearing housing 
end of the compressor (the end on which the oil 
pump is mounted) the center and right cylinder 
banks are low stage, and the left cylinder bank is 
high stage. 

Figure 123 is an inside view of a typical low stage 
head for a 6 cylinder compressor, while Figure 
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124 shows an inside view of a typical high stage 
head.

Refrigerant vapor is returned from the suction line to 
the normal discharge chamber on the compressor. 

The vapor enters the low stage suction chamber 
through the port at the end of the valve plate, and 
is discharged from the low stage cylinders into the 
low stage discharge chamber. The gas (at interstage 
pressure) then enters the interstage manifold, is 
desuperheated by liquid refrigerant fed by the de-
superheating expansion valve, and is discharged 
into the compressor motor chamber.

The low stage head is made with the area over the 
normal suction port blocked off. The proper gasket 
exactly matches the inner face of the head with the 
exception that the gasket outlines the solid area, 
but does not cover it completely.

The high stage head on two stage 6 cylinder com-
pressors is similar to the head used on an unloaded 
head on 6 cylinder compressors, and takes the 
same head gasket. The high stage suction gas 
follows the normal suction gas fl ow path from the 
motor chamber to the high stage suction chamber, 
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and is then discharged to the condenser through 
the high stage discharge chamber.

Identifi cation of Head Gaskets 

As a means of easily identifying head gaskets, and 
as a guide to proper installation, tabs have been pro-
vided on gaskets used on capacity control and two 
stage heads on 3, 4, and 6 cylinder compressors. 
In the even there is a question as to whether the 
proper gasket has been installed, the external tab 
provides a convenient means of checking without 
having to remove the compressor head.

Standard head gaskets have no tab, and follow the 
confi guration of the head. The position of the tab 
when the gasket is properly installed on external 
capacity control and two stage compressors is il-
lustrated in Figures 125, 126, 127, and 128.

Any time a compressor head is changed, the 
proper gaskets must be used to prevent dam-
age to the compressor. Compressor failures 
or compressor damage due to use of improper 
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gaskets will be considered as misuse not cov-
ered by the Emerson Climate Technologies, 
Inc. warranty, and regular replacement charges 
will apply.

COPELAND® BRAND OIL PUMPS

On all Copelametic® compressors 5 HP and larger 
in size, and on 3 HP “NR” models, compressor 
lubrication is provided by means of a positive dis-
placement oil pump. The pump is mounted on the 
bearing housing, and is driven from a slot in the 
crankshaft into which the fl at end of the oil pump 
drive shaft is fi tted.

Oil is forced through a hole in the crankshaft to 
the compressor bearings and connecting rods. A 
spring loaded ball check valve serves as a pres-
sure relief device, allowing oil to bypass directly to 
the compressor crankcase if the oil pressure rises 
above its setting.

Since the oil pump intake is connected directly to 
the compressor crankcase, the oil pump inlet pres-
sure will always be crankcase pressure, and the oil 
pump outlet pressure will be the sum of crankcase 
pressure plus oil pump pressure. Therefore, the 
net oil pump pressure is always the pump outlet 
pressure minus the crankcase pressure. When the 
compressor is operating with the suction pressure 
in a vacuum, the crankcase pressure is negative 
and must be added to the pump outlet pressure 
to determine the net oil pump pressure. A typical 
compound gauge is calibrated in inches of mercury 
for vacuum readings, and 2 inches of mercury are 
approximately equal to 1 psi.

For example:
 Pump Net Oil
 Outlet  Pump
Crankcase Pressure Pressure Pressure
50 psig 90 psig 40 psi
8” vacuum 36 psig 40 psi
(equivalent to a  
reading of minus 4 psig)

In normal operation, the net oil pressure will vary 
depending on the size of the compressor, the tem-
perature and viscosity of the oil, and the amount 
of clearance in the compressor bearings. Net oil 
pressures of 30 to 40 psi are normal, but adequate 
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lubrication will be maintained at pressures down 
to 10 psi. The bypass valve is set at the factory to 
prevent the net pump pressure from exceeding 
60 psi.

Every oil pump is given a 100% operating inspection 
at the factory prior to shipment. The pump is installed 
in a test stand and must lift oil through unprimed 
oil lines to a height not less than 12 inches, pick 
up and develop a full fl ow of oil within 30 seconds, 
must not exceed an established maximum power 
requirement, must develop a minimum of 40 psi 
pressure with the main outlet closed, and must 
pump a specifi ed quantity of oil at standard test 
conditions. Operating pressures and reversal of 
the pump are checked on the test stand, and on 
larger compressors are checked again after the 
pump is installed in a compressor.

The oil pump may be operated in either direction, 
the reversing action being accomplished by a friction 
plate which shifts the inlet and outlet ports. After 
prolonged operation in one direction, wear, corro-
sion, varnish formation, or burrs may develop on 
the reversing plate, and this can prevent the pump 
from reversing. Therefore, on installations where 
compressors have been in service for some time, 
care must be taken to maintain the original phasing 
of the motor if for any reason the electrical con-
nections are disturbed. On transport refrigeration 
applications where power may be provided from 
both generators and dock power, both sources of 
power must be phased alike when connected to 
the unit in order to prevent reversing the compres-
sor rotation.

The presence of liquid refrigerant in the crankcase 
can materially affect the operation of the oil pump. 
Violent foaming on start up can result in a loss of 
oil from the crankcase, and a resulting loss of oil 
pressure until oil returns to the crankcase. If liquid 
refrigerant or a refrigerant rich mixture of oil and 
refrigerant is drawn into the oil pump, the resulting 
fl ash gas may result in large variations and possibly 
a loss of oil pressure. Crankcase pressure may vary 
from suction pressure since liquid refrigerant in the 
crankcase can pressurize the crankcase for short 
intervals, and the oil pressure safety control low 
pressure connection should always be connected 
to the crankcase.

During a rapid pull-down of the refrigerant evaporat-
ing pressure, the amount of refrigerant in solution in 
the crankcase oil will be reduced, and may cause 
fl ash gas at the oil pump. During this period the oil 
pump must pump both the fl ash gas and oil, and as 
a result the oil pressure may decrease temporarily. 
This will merely cause the oil pump to bypass less 
oil, and so long as the oil pressure remains above 
9 psi, adequate lubrication will be maintained. As 
soon as a stabilized condition is reached, and liquid 
refrigerant is no longer reaching the pump, the oil 
pressure will return to normal.

The oil pressure safety control high pressure con-
nection should be made to the oil pressure port on 
the oil pump as shown. On the initial start-up of a 
system, or if at anytime abnormal noise causes any 
question regarding lubrication, it is recommended 
that a gauge be attached to the Schrader type valve 
so that the oil pressure can be observed while the 
compressor is in operation. The Schrader type 
valve is for pressure checking only, and is normally 
closed, so the oil pressure safety control must never 
be connected to this port.

The oil pump face plate is held in place by the 
two bolts shown in Figure 129. (Note that these 
are smaller than the six mounting bolts). The face 
plate seats on an “O” ring seal and should not be 
removed. Do not put a gasket between the face 

25-11

TYPICAL COPELAND® BRAND OIL PUMP



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.

plate and the oil pump body, or the oil pump will 
be rendered inoperative.

The bolt holding the spring loaded bypass assembly 
in place should not be removed. The bypass pres-
sure is not adjustable, and the bolt is provided for 
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access during original assembly or factory mainte-
nance, but it is not intended for fi eld repairs. If the 
bolt is removed, the spring or other components 
are easily lost or damaged, rendering the oil pump 
inoperative.

Copeland® brand oil pumps are identifi ed with a 
letter stamped into the casting as shown in Figure 
129 and 130 and all are identical except for the 
pilot diameter.

Oil pumps identifi ed with an “L” have a 1-15/16” 
O.D. pilot diameter, are designed for use on all 
4R and 6R compressors, and will not fi t any other 
compressor.

“S” oil pumps have a 1 ˚” O.D. pilot diameter, and 
were standard on all two and three cylinder com-
pressors having oil pumps for many years. The 
“S” model oil pump is being replaced in current 
production with the “A” model oil pump, because of 
a change in bearing design on N, M, and 9 model 
compressors.

The “A” model oil pump has a 1 1/8” O.D. pilot diam-
eter. It differs from the “S” and “L” oil pumps in that 
it is designed to register in the bearing rather than 
the bearing housing. This makes possible a new 
style line bored oil pump housing bearing providing 
accurate alignment of the oil pump.

A larger capacity oil pump with a double impeller 
has been developed for larger displacement com-
pressors, but it is interchangeable with standard 
oil pumps with the exception that longer mounting 
bolts are required.

Field Replacement of Oil Pumps

If it is determined that an oil pump is not function-
ing properly, replace the oil pump and not the 
compressor.

The oil pump is mounted on the compressor bear-
ing housing by means of the six bolts shown in 
Figure 129. Compressor bearing housings are not 
interchangeable on most compressor bodies and 
should not be removed.

Gaskets installed between the oil pump and the 
compressor body are shown in Figure 132. The 
tab on the gasket has been added solely for aid in 

identifi cation and alignment. The gasket must be in-
stalled with the tab in the position shown (11 o’clock 
position) when viewed facing the compressor, and 
the slotted hole must always be to the installer’s left 
in the 9 o’clock position. If the gasket is installed 
in any other position, the oil ports will be blocked. 
Gaskets for “L” oil pumps are not interchangeable 
with gaskets for “A” and “S” pumps.

Some older models of Copelametic® compressors 
are equipped with Tuthill oil pumps, and these may 
be furnished on service replacement compressors. 
The Copeland® brand oil pump is perfectly inter-
changeable with the Tuthill pump, and the same 
gaskets may be used.

WARNING
The oil pump pilot shoulder must register 
snugly in either the bearing housing or bearing 
(depending on compressor design) to insure 
centering the oil pump. See Figure 131. If not 
properly registered, the resulting misalignment 
can result in excessive wear and possible 
failure of the oil pump. Tolerances are very 
critical for proper operation and extreme care 
must be taken to insure that proper oil pump, 
and adaptor if required, is used. The following 
replacement procedures must be followed to 
insure trouble free operation.

1. Replacement of “L” oil pumps (4R and 6R com-
pressors). Use only “L” oil pumps. Occasionally 
a serviceman will mount an “A” oil pump on a 
4R or 6R compressor by mistake, and since 
the pilot shoulder will not register on the bear-
ing housing, excessive play and misalignment 
of the shafts will develop resulting in failure of 
the oil pump. The pump should register in the 
bearing housing.

2. Replacement of “S” oil pumps with “A” replace-
ment kit (M, N, 9 model compressors). Adap-
tors have been developed for the “A” oil pump 
so it can be used as a replacement on all two 
and three cylinder Copelametic® compressors 
having oil pumps, regardless of the compres-
sor pilot diameter. The “A” replacement kit can 
be used to replace “S” oil pumps on all older 
model M, N, and 9 compressors which have 
bearing housing pilot diameters, by using the 
1 ½” O.D. adaptor.
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3. Replacement of “A” oil pump on NRL, NRM, 
NRN, 9R, 9T, 9W model compressors. The 
above compressor models with “A” oil pumps 
have an extended bearing, with a 1 ¼” I.D. 
nominal register. The “A” replacement kit can 
be used to replace the original “A” pump by 
using the 1 ¼” O.D. adaptor.

4. Replacement of “A” oil pump on MR, MW, NRA, 
NRB, NRD, NRE model compressors. The 
above compressor models with “A” oil pumps 
have an extended bearing with a 1⅛” nominal 
I.D. register. The “A” replacement kit can be 
used to replace the original “A” pump without 
the use of any adaptor.

TYPICAL COPELAMETIC® COMPRESSOR 
CONSTRUCTION

The exploded views illustrate typical Copeland® 
brand compressor construction details. Individual 
components will vary with different compressor 
models, but the basic method of assembly is 
similar.

MAINTENANCE ACCESSIBILITY ON 
COPELAMETIC® COMPRESSORS

The heads may be removed on all Copelametic® 
compressors by removing the head bolts as shown 
in Figure 139.

The valve plate is then accessible and may be 
removed as shown in Figure 140. Note that the 
suction valve reeds are retained in position by 
dowel pins in the body. 

If the motor-compressor is not seized internally it is 
normally possible to move the pistons by exerting 
force on the top of the piston, as illustrated in Figure 
141. In the event of a broken connecting rod, the 
piston may “fl oat” in the cylinder during operation. 
The connecting rod is broken if the piston can be 
depressed with little or no pressure without affecting 
the position of the other piston or pistons.
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TYPICAL DETAILS OF MOTOR PROTECTORS USED ON 
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Figure 142 shows the location of the suction strainer 
screen on small Copelametic® compressors. If a 
restriction somewhere in the low pressure side of 
the system is indicated, it is advisable to check the 
strainer for restriction.
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The compressor motor terminals and external pro-
tectors are accessible by removing the terminal box 
lid as shown in Figure 143. The terminal box can 
be removed by removing the attaching screws.
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Figure 144 is a view of the motor end of a small 
compressor with the stator cover removed. Note 
that the external protector, on top of the body is held 
in position so that it has perfect contact with the 
compressor body when in the proper position.
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This particular model uses an oil fl inger for lubri-
cation. The ends of the oil fl inger run through the 
oil, some of which is picked up by the “V” near the 
ends of the arms. The fl inger deposits the oil at 
the top of the stator cover, which then drains into 
the oil well shown on the stator cover in Figure 
145. Note that the oil tube which centers in the 
hollow crankshaft then permits oil to run from the 
well through the crankshaft to provide lubrication 
to the moving parts.

Figure 146 shows arrows on the motor housing 
cover which must point upward in order that the oil 
well will be in a proper position to trap the oil.

FIELD TROUBLESHOOTING 

One of the basic diffi culties in preventing compres-
sor failures arises in determining the actual reason 
for the failure. The compressor is the functioning 
heart of the refrigeration system, and regardless 
of the nature of a system malfunction, the com-
pressor must ultimately suffer the consequences. 
Since the compressor is the component that fails, 
there often is a tendency to blame any failure on 
the compressor without determining the actual 
cause of the malfunction. In far too many cases, 
the actual cause of failure has not been discovered 
and corrected and the result has been recurring 
failures that could have been prevented. 

If the service engineer is to help in eliminating 
the causes of compressor failure, then he must 
thoroughly understand both the operation of the 
system and the possible causes of failure that might 
occur, and he must be on the alert for any signs of 
system malfunction.

If a motor compressor fails to start and run properly, 
it is important that the compressor be tested to 
determine its condition. It is possible that external 
electrical components may be defective, the protec-
tor may be open, a safety device may be tripped, 
or other conditions may be preventing compressor 
operation. If the motor compressor is not the source 
of the malfunction, replacing the compressor will 
only result in the unnecessary expenditure of time 
and money, while the basic problem remains.

If the service engineer closes his eyes to a basic 
system malfunction, or an improper control setting, 

or an operating condition he knows is not right, he 
is not fooling the system or the compressor; he is 
only fooling himself.
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Every service man should have this motto embla-
zoned in his mind “Do the job right the fi rst time.”  
If you can’t fi nd time to do it right, how can you fi nd 
time to do it over again?

Schematic Wiring Diagram, Single Phase 
Motors 

Actual fi eld wiring diagrams may vary consider-
ably in style or format, but Figure 147 is a simple 
schematic illustration of the basic wiring connec-
tions and compressor motor winding relationships 
in a single phase motor. The diagram as shown 
illustrates a capacitor start, capacitor run motor, 
but the same diagram can apply to a permanent 
split capacitor motor if the starting capacitors and 
relay are removed, and can apply to a capacitor 
start, induction run motor if the running capacitor 
is removed.

A thorough understanding of the basic wiring 
connections is essential to successfully diagnose 
fi eld electrical problems on single phase compres-
sors.

If the Compressor Will Not Run

1. If there is no voltage at the compressor terminals, 
follow the wiring diagram (Figure 148) and check 
back from the compressor to the power supply 
to fi nd where the circuit is interrupted.

 Check the controls to see if the contact points 
are closed (low pressure control, high pressure 
control, thermostat, oil pressure safety control, 
etc.). If a contactor is used check to see if the 
contacts are closed. Check for a blown fuse, 
open disconnect switch, or loose connection.

2. If power is available at the compressor termi-
nals, and the compressor does not run, check 
the  voltage at the compressor terminals 
while attempting to start the compressor (see 
Figure 149).

 If the voltage at the compressor terminals 
is below 90% of the nameplate voltage, it is 
possible the motor may not develop suffi cient 
torque to start. Check to determine if wire sizes 
are adequate, electrical connections are loose, 
the circuit is overloaded, or if the power supply 
is adequate.

3. On units with single phase PSC motors, the 
suction and discharge pressures must be equal-
ized before starting because of the low starting 
torque of the motor. Any change in the refriger-
ant metering device, the addition of a drier, or 
other changes in the system components may 
delay pressure equalization and create starting 
diffi culties. If PSC motor starting problems are 
being encountered, the addition of a capacitor 
start kit is recommended.

4. On single phase compressors, a defective 
capacitor or relay may prevent the compressor 
starting. If the compressor attempts to start, 
but is unable to do so, or if there is a humming 
sound, check the relay to see if the relay contacts 
are damaged or fused. The relay points should 
be closed during the initial starting cycle, but 
should open as the compressor comes up to 
speed. 

 Remove the wires from the starting relay and 
capacitors. Use a high voltage ohmmeter to 
check for continuity through the relay coil. Re-
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place the relay if there is no continuity. Use an 
ohmmeter to check across the relay contacts. 
Potential relay contacts are normally closed 
when the relay is not energized, current relay 
contacts are normally open. If either gives an 
incorrect reading, replace the relay.

  
 Any capacitor found to be bulging, leaking, or 

damaged should be replaced.

 Make sure capacitors are discharged before 
checking. Check for continuity between each 
capacitor terminal and the case. Continuity 
indicates a short, and the capacitor should be 
replaced.

 Substitute “a known to be good” start capacitor 
if available. If compressor then starts and runs 
properly, replace the original start capacitor. On 
PSC motors, substitute “a known to be good” 
run capacitor if available. If compressor then 
starts and runs properly, replace the original 
run capacitor.

 If a capacitor tester is not available, an ohmmeter 
may be used to check run and start capacitors 
for shorts or open circuits. Use an ohmmeter 
set to its highest resistance scale, and connect 
prods to capacitor terminals.

(a) With a good capacitor, the indicator should 
fi rst move to zero, and then gradually in-
crease to infi nity.

(b) If there is no movement of the ohmmeter 
indicator, an open circuit is indicated.

(c) If the ohmmeter indicator moves to zero, 
and remains there or on a low resistance 
reading, a short circuit is indicated. Defec-
tive capacitors should be replaced.

5. If the correct voltage is available at the com-
pressor terminals, and no current is drawn, 
remove all wires from the terminals and check 
for continuity through the motor windings. On 
single phase motor compressors, check for 
continuity from terminals C to R, and C to S. 
On three phase compressors, check for con-
tinuity between the terminals for connections 
to phases 1 and 2, 2 and 3, and 1 and 3. On 

compressors with line break inherent protectors, 
an open overload protector can cause a lack 
of continuity. If the compressor is warm, wait 
one hour for compressor to cool and recheck. 
If continuity cannot be established through all 
motor windings, the compressor should be 
replaced.

 Check the motor for ground by means of a 
continuity check between the common terminal 
and the compressor shell. If there is a ground, 
replace the compressor.

6. If the compressor has an external protector, 
check for continuity through the protector or 
protectors. (See Figure 150)

 All external and internal inherent protectors on 
Copelametic® compressors can be replaced in 
the fi eld. On larger compressors with thermo-
stats, thermotectors, or solid state sensors, in 
the motor windings (D, H, M, S protection), the 
internal protective devices cannot be replaced 
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and the stator or compressor must be changed 
if the internal protectors are defective or dam-
aged.

If The Motor Compressor Starts But Trips 
Repeatedly On The Overload Protector

1. Check the compressor suction and discharge 
pressures while the compressor is operating.  
(See Figure 151.)  Be sure the pressures are 
within the limitations of the compressor. If pres-
sures are excessive, it may be necessary to 
clean the condenser, purge air from the system, 
add a crankcase pressure regulating valve, 
modify the system control, or take such other 
action as may be necessary to avoid excessive 
pressures.

 An excessively low suction pressure may in-
dicate a loss of charge, and a suction cooled 
motor compressor may not be getting enough 
refrigerant vapor across the motor for proper 
cooling.

 On units with no service gauge ports where 
pressures can be checked, check condenser to 
be sure it is clean and fan is running. Excessive 
temperatures on suction and discharge line may 
also indicate abnormal operating conditions.

2. Check the line voltage at the motor terminals 
while the compressor is operating. (See Figure 
149.) The voltage should be within 10% of the 
nameplate voltage rating. If outside those limits, 
the voltage supply must be brought within the 
proper range, or a motor compressor with dif-
ferent electrical characteristics must be used.

3. Check the amperage drawn while the compres-
sor is operating. (See Figure 152.) Under nor-
mal operating conditions, the amperage drawn 
will seldom exceed 110% of the nameplate 
amperage and should never exceed 120% of 
the nameplate amperage. High amperage can  
be caused by low voltage, high head pressure, 
high suction pressure, low oil level, compressor 
mechanical damage, defective running capaci-
tors, or a defective starting relay.
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(continued on p. 25-30)

 On three phase compressors, check amperage 
in each line. One or two high amperage legs 
on a three phase motor indicates an unbal-
anced voltage supply, or a winding imbalance. 
If all three legs are not drawing approximately 
equal amperage, temporarily switch the leads 
to the motor to determine if the high leg stays 
with the line or stays with the terminal. If the 
high amperage reading stays with the line, the 
problem is in the line voltage supply. If the high 
amperage reading stays with the terminal, the 
problem is in the motor.

 If the amperage is suffi ciently unbalanced to 
cause a protector trip, and the voltage supply 
is unbalanced, check with the power company 
to see if the condition can be corrected. If the 
voltage supply is balanced, indicating a defec-
tive motor phase, the compressor should be 
replaced.

 
4. Check for a defective running capacitor or start-

ing relay in the same manner described in the 
previous section.

5. Check the wiring against the wiring diagram 
in the terminal box. On dual voltage motors, 
check the location of the terminal jumper bars 
to be sure phases are properly connected.  
(See Figure 153.)

6. Overheating of the cylinders and head can 
be caused by a leaking valve plate. To check, 
close the suction service valve and pump the 
compressor into a vacuum. Stop the compres-
sor and crack the suction valve to allow the 
pressure on the suction gauge to build up to 0 
psig. Again close the valve. If the pressure on 
the gauge continues to increase steadily, the 
valve plate is leaking. Remove the head and 
check the valve plate, replace if necessary.  
(See Figure 154.)

7. If all operating conditions are normal, the voltage 
supply at the compressor terminals balanced 
and within limits, the compressor crankcase 
temperature within normal limits, and the am-
perage drawn within the specifi ed range, the 
motor protector may be defective, and should 
be replaced.

 

 If the operating conditions are normal and the 
compressor is running excessively hot for no 
observable reason, or if the amperage drawn 
is above the normal range and suffi cient to 
repeatedly trip the protector, the compressor 
has internal damage and should be replaced.

If The Compressor Runs But Will Not 
Refrigerate

1. Check the refrigerant charge. If sight glass is 
available, it should show clear liquid. Check the 
evaporator surface to determine if it is evenly 
cold throughout, or if partially starved. A lack of 
charge may be indicated by light, fl uffy frost at 
the expansion valve and evaporator inlet. Add 
refrigerant if necessary.

2. Check the compressor suction pressure. An 
abnormally low pressure may indicate a loss 
of  refrigerant charge, a malfunctioning expan-
sion valve or capillary tube, a lack of evaporator 
capacity possibly due to icing or low air fl ow, 
or a restriction in the system.
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 Often a restriction in a drier or strainer can be 
identifi ed by frost or a decrease in temperature 
across the restriction due to the pressure drop in 
the line. This will be true only if liquid refrigerant 
is in the line at the restricted point, since any 
temperature change due to restriction would 
be caused by the fl ashing of liquid into vapor 
as the pressure changes.

 Any abnormal restrictions in the system must 
be corrected.

3. Check the compressor discharge pressure. An 
abnormally high discharge pressure can cause 
loss of capacity, and can be caused by a dirty 
condenser, a malfunctioning condenser fan, or 
air in the system.

4. If the suction pressure is high, and the evapo-
rator and condenser are functioning normally, 
check the compressor amperage draw. An 

amperage draw near or above the nameplate 
rating indicates normal compressor operation, 
and it is possible the compressor or unit may  
have damaged valves or does not have suf-
fi cient capacity for the application.

 An amperage draw considerably below the 
nameplate rating may indicate a broken suction 
reed or broken connecting rod in the compres-
sor. Check the pistons and valve plate on an 
accessible compressor. If no other reason for 
lack of capacity can be found, replace a welded 
compressor.

Service Diagnosis Chart

Table 52 is a service diagnosis chart which can 
serve as a checklist of possible causes for various 
system malfunctions. While unusual conditions may 
occasionally occur, the chart covers the common 
types of malfunctions normally encountered.
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SECTION 26
FUNDAMENTALS OF SERVICE OPERATIONS

The installation and maintenance of refrigeration 
equipment is one of the most exacting and demand-
ing tasks in the service fi eld. In addition to the care 
necessary in working with equipment built with fi ne 
precision to the close tolerances required, refriger-
ants introduce an additional hazard. Servicemen 
often tend to underestimate how much care is 
required to properly protect a system.

So long as a refrigerant is tightly imprisoned and 
properly controlled, it can be made to perform 
useful work. But it doesn’t do it willingly. Given 
the slightest opportunity, it will escape. If joined 
by such common substances as moisture or air, it 
combines with them to form acids and attack the 
system. And, if left uncontrolled for even a few 
hours, it can migrate through the system, often with 
fatal results to the compressor on start-up. When 
handling refrigerants, the serviceman can never 
relax, he must always be alert and on guard.

CONTAMINANTS

Absolute cleanliness is essential in a refrigeration 
system. In order to insure a reliable, trouble free 
unit, there are no compromises.

Unlike most other mechanical equipment, refrig-
eration systems are vulnerable to attack from two 
common contaminants, air and water, which can-
not be seen. Yet if either or both are present in a 
system, they quickly join in a common attack on 
the refrigerant and oil, and can cause corrosion, 
copper plating, acid formation, sludging, and other 
harmful reactions.

Antifreeze solutions or other additives may cre-
ate undesirable chemical reactions in a system. 
Additives of any type are not recommended and 
should not be used.

It is amazing, and sometimes almost unbelievable, 
to see the many foreign materials that have entered 
a refrigeration system and end up in the compressor. 
Filings, shavings, dirt, solder, fl ux, metal chips, bits 
of steel wool, mortar, sand from sandcloth, wires 
from cleaning brushes, lengths of copper tubing—all 
have been encountered. Examination of returned 

compressors indicates that many early failures 
could have been prevented if the contaminants 
had been removed from the system at the time of 
installation. This type of problem is encountered 
most often on fi eld installed systems, and it seems 
inescapable that many of the contaminants found 
in systems could get there only from carelessness 
during installation.

When brazing copper tubing and fi ttings, copper 
oxide is invariably formed on the inside of the tube 
unless nitrogen or some other inert gas is circulated 
through the tubing during the brazing operation. 
That oxide can become a powdered abrasive, 
plugging oil passages, scoring bearings, plugging 
fi lters, and causing other injurious effects.

Reasonable care during installation and service 
can keep contamination in a system at a safe and 
acceptable level.

1. Take care to keep tubing clean and dry.

2. Pass an inert gas through the tubing when 
brazing refrigerant tubes.

3. Take extreme care to keep foreign materials out 
of the system when it is opened for service.

4. Suction line fi lters and liquid line fi lter-driers 
should be installed in all fi eld installed sys-
tems.

5. Thoroughly evacuate the system at the time of 
original installation, or after exposure for long 
periods, during maintenance.

6. Install a new fi lter-drier in the liquid line each 
time the system is opened for service.

HANDLING OF REFRIGERANT CONTAINERS

The pressure created by liquid refrigerant in a 
sealed storage container is equal to its satura-
tion pressure at the liquid temperature so long 
as there is vapor space available. If however, the 
container is over-fi lled, or if in the case of gradual 
and uniform overheating the liquid expands until 
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the container becomes liquid full, hydrostatic pres-
sure builds up rapidly to pressures far in excess 
of saturation pressures. Figure 155 illustrates the 
dangerous pressures that can be created under 
such circumstances, which can result in possible 
rupture of the refrigerant container such as illus-
trated in Figure 156.

The chart in Figure 155 illustrates the pressure-tem-
perature relationship of liquid refrigerant before and 
after a cylinder becomes liquid-full under gradual 
and uniform heating. The true pressure-temperature 
relationship exists up to the point where expansion 
volume is no longer available within the cylinder.

If a refrigerant cylinder becomes liquid-full, hy-
drostatic pressure builds up rapidly with only a 
small increase in temperature. Excessive pressure 
build-up can cause cylinder rupture as pictured. 
Under uniform conditions of heating, the cylinder 
illustrated ruptured at approximately 1,300 pounds 
per square inch gauge pressure. If heat is applied 
with a torch to a local area, cylinder wall may be 
weakened at this point and the danger of rupture 
would be increased. In a controlled test a cylinder 
such as the one pictured fl ew over 40 ft. in the air 
upon rupture—a dramatic demonstration of the 
danger of over-heating cylinders.

Interstate Commerce Commission regulations 
prescribe that a liquefi ed gas container shall not be 
liquid full when heated to 55°C. (131°F.). If cylinders 
are loaded in compliance with this regulation, at 
temperatures above 131°F. liquid refrigerant may 
completely fi ll a container because of expansion 
of the liquid at increasing temperatures. Fusible 
metal plugs are designed to protect the cylinder in 
case of fi re, but will not protect the cylinder from 
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gradual and uniform overheating. Fusible metal 
plugs begin to soften at 157°F., but hydrostatic 
pressure developed at 157°F. is far in excess of 
cylinder test pressure.

The following safety rules should be followed at 
all times when handling cylinders of compressed 
gas.

1. Never heat a cylinder above 125°F.

2. Never store refrigerant cylinders in the direct 
sunlight.

3. Never place an electric resistance heater in 
direct contact with a refrigerant cylinder.

4. Never apply a direct fl ame to a cylinder.

5. When refi lling small cylinders, never exceed the 
weight stamped on the refrigerant cylinder.

6. Do no drop, dent, or otherwise abuse cylin-
ders.

7. Always keep the valve cap and head cap in 
place when the cylinder is not in use.

8. Always open all cylinder valves slowly.

9. Secure all cylinders in an upright position to 
a stationary object with a strap or chain when 
they are not mounted in a suitable stand.

The common fl uorocarbon refrigerants (R-12, R-
22, R-502) were originally developed by Dupont as 
“Freon” refrigerants, but different manufacturers use 
different trade names for the same refrigerant. For 
example R-12 is the common industry designation 
for the refrigerant Dichlorodifl uoromethane, but it 
may be marketed as Freon 12, Genetron 12, Iso-
tron 12, Ucon 12, etc. Refrigerant containers are 
usually color coded as follows:

  R-11 Orange
  R-12 White
  R-22 Green
  R-502 Purple

SAFE HANDLING OF COMPRESSED 
GASES WHEN TESTING OR CLEANING 
REFRIGERATION SYSTEMS

When the use of an inert gas is required for high 
pressure test purposes or to fl ush a contaminated 
system, Emerson Climate Technologies, Inc. rec-
ommends the use of either dry nitrogen (N2) or dry 
carbon dioxide (CO2). At 70°F., dry nitrogen in “K” 
cylinders may be under a pressure of 2200 psig or 
more, and carbon dioxide at the same temperature 
may be under a pressure in excess of 830 psig. 
Extreme caution must be exercised in the use of 
highly compressed gases, since careless or im-
proper handling can be very dangerous.

Oxygen or acetylene should never be used for 
pressure testing or cleanout of refrigeration sys-
tems, as the use of either may result in a violent 
explosion. Free oxygen will explode on contact with 
oil, and acetylene will explode spontaneously when 
put under pressure unless dissolved in a special 
holding agent such as used in acetylene tanks.

WARNING - HIGH PRESSURE COMPRESSED 
GASES SHOULD NEVER BE USED IN 
REFRIGERATION SYSTEMS WITHOUT A 
RELIABLE PRESSURE REGULATOR AND 
PRESSURE RELIEF VALVE IN THE LINES 
AS DESCRIBED HEREIN.

Recommended Test Pressures 

All new Copelametic® and welded compressors are 
now designed with a crankcase ultimate bursting 
pressure in excess of 850 psig, and production 
samples are periodically checked hydrostatically 
to insure this standard being maintained. Many 
older models of Copeland® brand compressors 
and all belt driven compressor crankcases were 
designed for a minimum of 650 psig bursting pres-
sure. However, the ultimate burst test is a strength 
test only, and both leaks and distortion can occur 
at high pressures even though the crankcase may 
not rupture.

Every Copelametic® compressor crankcase is 
subjected to a 300 psig pressure at the factory, 
and every Copeland® brand compressor is leak 
tested at a minimum of 175 psig.
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Because of the possibility of damage in transit, 
and the hazard of rupture with compressed gas or 
air, plus the fact that many manufacturers do not 
design for crankcase pressures as high as those 
for Copeland® brand products, it is recommended 
that all crankcase test pressures and all leak test 
pressures be limited to a maximum of 175 psig. U. 
L. safety standard for condensing units normally can 
be met by testing the complete unit at the required 
low side pressure of 150 psig.

In the event high side test pressures are required, 
the crankcase must be protected from the high 
pressure, not only as a safety measure, but also 

to prevent possible distortion of the crankcase 
resulting in noise or mounting problems.

High side pressure conditions are dictated by the 
intended usage. Emerson Climate Technologies, 
Inc. minimum high side test pressures for unit ap-
plications are as follows, but the maximum is not 
to exceed 500 psig.

Copeland® Brand Unit High Side Minimum
Application Leak Test Pressure
R-12, Air or Water Cooled  335 psig
R-22 and R-502, Water Cooled  335 psig
R-22 and R-502, Air Cooled  450 psig
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Recommended Procedure for Leak or 
Pressure Tests

Figure 158 illustrates the gauges and valves that 
must be installed in the supply line for proper safety 
of personnel and equipment when testing with high 
pressure gases.

1. Separate relief valves for high and low side 
tests are required, one preset for 175 psig for low 
side tests, including the crankcase; the other preset 
at the required high side pressure.

2. When testing at pressures above 175 psig, the 
compressor and low pressure components must 
be  disconnected from the system. Should it 
be impractical to disconnect the compressor 
during high side pressure test, an adequate 
means of pressure relief must be provided on 
the compressor crankcase to prevent dam-
age in the event the high pressure gas should 
leak back into the crankcase. A bleed line, if 
provided, should be larger than the line from 
the gas cylinder.

3. With the compressed gas cylinder in the upright 
position, admit the dry nitrogen or dry carbon  
dioxide slowly until the desired system pressure 
is obtained.

4. Close the cylinder valve. Check the system 
pressure gauge, and adjust as necessary to 
obtain  the proper pressure.

5. Proceed with test, and when complete, system 
pressure should be reduced to 0 psig, compres-

sor  reconnected, the system evacuated, and 
then charged with the proper kind and amount 
of  refrigerant.

Recommended Procedure For Purging Con-
taminated Systems 

Evacuation is the only dependable and effective 
means of removing air and moisture from a system 
to the required low level. If air is trapped in the 
compressor, it is practically impossible to remove 
from the compressor crankcase by purging. In case 
of a motor burn, Emerson Climate Technologies, 
Inc. recommends only the fi lter-drier system clean-
ing procedure.

However, in the event a system is badly contami-
nated (for example, if a water line ruptures in a water 
cooled condenser) it may be desirable to purge the 
system with dry compressed gas prior to starting 
the fi nal cleaning process. This not only can speed 
the cleaning procedure, but can reduce the con-
taminants to a level that can be handled effectively 
by the necessary high vacuum equipment.

1. Disconnect the compressor and remove the 
low pressure components (expansion valves, 
capillary tubes, controls, etc.) from the system. 
Install suitable jumpers in place of expansion 
valves, capillary tubes, etc. and cap fi ttings from 
which controls were disconnected. A pressure 
relief device preset at 175 psig must be installed 
in the supply line. (See Figure 158).

2. Dry nitrogen, dry carbon dioxide may now 
be introduced into the system. The pressure 
regulator should be set to limit the pressure to 
100 psig.

3. Purge gas through the system until all free 
contamination has been removed.

4. Close the cylinder gas valve, remove the pres-
sure supply line, remove the jumpers, and 
reconnect  the compressor and the low pressure 
components.

5. Install adequate fi lter-driers in the suction and 
liquid lines, pressure test, evacuate, and com-
plete the system cleaning as necessary.
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HANDLING COPPER TUBING

Copper tubing is made for many types of usage, 
but tubing intended for plumbing or water pipe 
may contain waxes or oils on the interior surface 
that can be extremely detrimental in a refrigeration 
system.

Dehydrated and sealed coil of soft copper tubing as it 
comes from the manufacturer. Proper handling of tubing 
is necessary to obtain clean, dry systems.

Use only copper tubing especially cleaned and 
dehydrated for refrigeration usage. Soft copper 
tubing is available in rolls with the ends sealed, 
and hard drawn tubing is available capped and 
dehydrated. Keep the tubing capped or sealed 
until ready for installation, and reseal any tubing 
returned to storage.

Examples of hard drawn copper tubing for refrigeration 
service. Note caps on ends to keep interior surfaces 
clean during storage.

In the event hard drawn tubing is left open and 
does get dirty, draw a rag soaked in refrigeration 
oil through the tubing prior to usage.

BRAZING REFRIGERANT LINES

Refrigeration systems must be leak free, and the 
ability to properly braze joints in tubing is an es-
sential skill of the refrigeration serviceman. 

Tubing should be cleaned and burnished bright 
before brazing. Care in cleaning is essential for 
good gas-tight connections. Particular attention 
should be given to preventing metal particles or 
abrasive material from entering the tubing.

A suitable low temperature brazing fl ux that is fully 
liquid and active below the fl ow point of the brazing 
alloy is required. Because of their nature, brazing 
fl uxes are quite active chemically, and must be 
kept out of the system. Only the male connection 
should be fl uxed, and only enough fl ux should be 
used to adequately cover the surface.

Applying fl ux to cleaned tubing before soldering. Flux 
should be applied sparingly and kept away from tube 
end.

When heat is applied to copper in the presence 
of air, copper oxide is formed. This oxide can be 
extremely harmful to a refrigeration system. To 
prevent its formation, an inert gas such as dry 
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Courtesy E. I. DuPont de Nemours & Co.

Copper tube and fi ttings should be thorough-
ly cleaned down to bare metal before making 
soldered or brazed joint. Care in cleaning will 
largely insure good, gas-tight connections. 
Note tubing is pitched downward to prevent 
entry of abrasive particles.

Making silver soldered joint with fi tting look-
ing down. Whenever possible, soldered 
joints should be made in this manner to 
keep fl ux and solder from getting inside. 
Note also that dry nitrogen is being swept 
through the tubing while soldering to prevent 
oxide formation.
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nitrogen should be swept through the line at low 
pressure during the brazing operation. Always use 
a pressure regulating valve in the line connecting 
the nitrogen cylinder to the system.

The tubing should be properly supported so that 
no strain is placed on the joints during brazing and 
cooling, and so that expansion and contraction will 
not be restricted.

Apply heat evenly to the tube and fi tting until the 
fl ux begins to melt. The way heat is applied can 
either draw fl ux into the joint or prevent its entry. 
Apply heat around the circumference of the fi tting 
to draw the brazing alloy into the joint to make a 
mechanically strong and tight joint.

Never apply heat to a line under refrigerant pres-
sure. The line may rupture, and the escaping re-
frigerant pressure may throw blazing oil or molten 
solder through the air. Refrigerants when exposed 
to an open fl ame may break down into irritating or 
poisonous gases.

Immediately after the brazing alloy has set, apply 
a wet brush or cloth to the joint to wash off the 
fl ux. All fl ux must be removed for inspection and 
pressure testing.

SERVICE VALVES

With the exception of small, unitary, sealed systems 
utilizing welded compressors, almost all refrigeration 
and air conditioning systems have service valves 
for operational checking and maintenance access. 
Normally on accessible-hermetic compressors, the 
compressor is equipped with suction and discharge 
valves having service ports. Some systems may 
have service valves on line connections, receiver 
valves, or charging valves.

Figure 164 illustrates a typical compressor service 
valve, but valves of similar construction may be 
used for base valves, receiver valves, or charging 
valves. Note that there is a common connection 
that is always open, a line connection, and a gauge 
port.

When the valve is back-seated (the stem turned 
all the way out) the gauge port is closed and the 
valve is open. If the valve is front-seated (the stem 
turned all the way in) the gauge port is open to 

the common connection and the line connection 
is closed. In order to read the pressure while the 
valve is open, the valve should be back-seated, and 
then turned in one or two turns in order to slightly 
open the connection to the gauge port. 

Some valves of the same general type intended for 
process access only may have only the line and 
gauge connections with the common port omitted. 
The action of the valve seat is unchanged. The 
line connection is closed when the valve is front-
seated, the gauge connection is closed when the 
valve is back-seated.

Figure 165 illustrates a Schrader type valve similar 
in appearance and principle to the air valve used 
on automobile or bicycle tires.

The Schrader type valve is a recent development 
for convenient checking of system pressures where 
it is not economical, convenient, or possible to use 
the compressor valves with gauge ports.
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This type of valve enables checking of the system 
pressure, or charging refrigerant without disturbing 
the unit operation. An adaptor is necessary for the 
standard serviceman’s gauge or hose connection 
to fi t the Schrader type valve.

THE GAUGE MANIFOLD

The most important tool of the refrigeration ser-
viceman is the gauge manifold. It can be used for 
checking system pressures, charging refrigerant, 
evacuating the system, purging non-condensables, 
adding oil, and for many other purposes.

Basically the gauge manifold consists of compound 
and high pressure gauges mounted on a manifold 
with hand valves to isolate the common connec-
tion, or open it to either side as desired. Figure 
167 shows a schematic view of a gauge manifold 
with both valves closed. Figure 168 illustrates the 
same manifold with the common connection open 
to the high pressure connection. The ports above 
and below each valve are interconnected so the 
gauges will always register when connected to a 
pressure source.
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The left hand gauge is normally a compound or 
suction pressure gauge. The right hand gauge is the 
high or discharge pressure gauge. Flexible hoses 
are used to make connections from the manifold 
to the system.

Gauges are fi ne instruments and should be treated 
as such. Do no drop, keep in adjustment, and do 
not subject gauges to pressures higher than the 
maximum pressure shown on the scale.

Connecting the gauge manifold to a system is one 
of the most common service functions. To avoid 
introducing contaminants into the system, the hose 
connections must always be purged with refrigerant 
before connecting the manifold. A consistent proce-
dure should always be followed by the serviceman 
in making the connections. For an operating system 
containing refrigerant, proceed as follows:

First, back-seat the service valves to which the 
gauges are to be connected so that the gauge 
ports are isolated. Be sure both manifold valves 
are closed (front-seated).

If operating conditions are such that the suction 
pressure is certain to be above 0 psig, tighten hose 
connections to both service valves. Be sure com-
mon hose connection on manifold is open.

Crack (open slightly) the high pressure manifold 
valve. Then crack the high pressure service valve 

thus allowing refrigerant to bleed through the 
discharge and common hoses. Allow refrigerant 
to bleed for a few seconds, and then close the 
high pressure valve on the manifold. Repeat the 
same procedure with the low pressure valves. The 
manifold is then connected to the system ready 
for use.

In the case of system where the low side pressure 
might be in a vacuum, all purging must be done 
from the high pressure service valve. Back-seat the 
service valves and tighten the hose connection to 
the high pressure service valve. Leave hose con-
nection at low side service valve loose and cap or 
plug loosely the common hose connection. Crack 
both high and low pressure valves on the manifold. 
After a few seconds, tighten the hose connection 
at the low pressure service valve, and then tighten 
the cap or plug in the common connection. Close 
the valves on the manifold, crack the low pressure 
service valve, and the manifold is then connected 
to the system ready for use.

PURGING NON-CONDENSABLES

A leak in the low pressure side of an operating 
system frequently results in the entrance of air. 
In some cases it may be impractical to remove 
the refrigerant charge and evacuate the system, 
yet the air must be removed to prevent damaging 
chemical reactions.

Air is non-condensable under the temperatures 
and pressures encountered in an air conditioning 
or commercial refrigeration system. The liquid seal 
at the outlet of the receiver and condenser will 
normally trap the air in the top of the receiver and 
condenser. The system condensing pressure will be 
increased by the pressure exerted by the trapped 
air, the amount of the increase in pressure being 
dependent on the quantity of air trapped. Before 
starting to purge, note the compressor operating 
discharge pressure, and compare with the tem-
perature of the condensing medium.

Restart the compressor and check to see if the 
discharge pressure is still abnormally high. If so, 
operate the system for a few minutes and repeat 
the purging procedure. Normally purging 3 or 4 
times will remove most of the non-condensables 
trapped in the top of the condenser and restore 
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normal operating pressures. However, purging 
should be used only as a short term emergency 
measure. In order to insure satisfactory compres-
sor operation the system should be evacuated as 
soon as practical.

SYSTEM PUMPDOWN

For any service work requiring access to the 
compressor or the sealed part of the system, the 
refrigerant must fi rst be removed. On small sys-
tems without service valves, it may be necessary 
to remove the refrigerant charge prior to servicing 
the equipment, and then recharge the system when 
put back in service.

On any system with service valves, the refrigerant 
can be pumped into the condenser and receiver (if 
used) and isolated there. This operation is termed 
pumping the system down, and is accomplished 
by closing the valve at the outlet of the receiver or 
condenser while the compressor is operating. Since 
no further refrigerant can fl ow to the evaporator, 
the refrigerant is pumped out of the evaporator and 
into the condenser.

Check the operating pressures by means of a 
gauge manifold, (see Figure 166) and when the 
suction pressure reaches 1 to 2 inches of vacuum, 
stop the compressor. (Note:  If the unit is equipped 
with a low pressure control having a higher setting, 
it will be necessary to bypass the low pressure 
control in order to keep the compressor operating 
while pumping the system down.)  If the pressure 
rises rapidly, this is an indication that there is still 
residual refrigerant in the compressor crankcase. 
Start the compressor and again pump the suction 
pressure down to 1 to 2 inches of vacuum. If the 
pressure remains at that point or rises very slowly, 
close the compressor discharge service valve. In 
the event the pressure should remain in a vacu-
um, disconnect power from the compressor, and 
crack the receiver valve momentarily to introduce 
suffi cient refrigerant to obtain a slight positive 
pressure.

The liquid line, the low pressure side of the sys-
tem, and the compressor should now be at a slight 
positive pressure, (approximately 1 psig) and that 
part of the system can be opened for service. The 
refrigerant pressure prevents the inrush of air into 

the open system, and reduces contamination to a 
minimum.

Note that if it is necessary to remove or gain 
access to the discharge line, condenser, or 
receiver, pumping the system down is of no ben-
efi t, and the refrigerant charge must be removed 
unless there are valves to isolate the defective 
component.

Pumpdown control is also used as a means of isolat-
ing the refrigerant and preventing migration to the 
compressor crankcase during periods of shipment, 
storage, or long non-operating off cycles.

REFRIGERANT LEAKS

Refrigeration systems must be absolutely gas tight 
for two reasons. First, any leakage will result in loss 
of the refrigerant charge. Second, leaks allow air 
and moisture to enter the system.

Leaks can occur not only from joints or fi ttings not 
properly made at the time of the original installa-
tion, but from line breakage due to vibration, gasket 
failure, or other operating malfunctions. A recent 
study by a major user of commercial equipment 
revealed that of approximately 3,000 service calls 
made during a typical year’s operation, 1 out of 6 
were required because of refrigerant leaks. Since 
leak detection is such a common service complaint, 
it is essential that the service engineer check the 
system carefully to insure that it is leak tight before 
charging with refrigerant.

There are three common means of pressure test-
ing a system for leaks. The pressure text method 
involves pressurizing the system and checking for 
leakage outward.

WARNING — Never use oxygen for pressur-
izing a system; an explosion may occur if oil 
is present in the system. Always use a gauge 
equipped pressure regulator on the high pres-
sure back-up gas, and never interconnect the 
refrigerant cylinder and the inert gas cylinder 
through a gauge manifold. Nitrogen and car-
bon dioxide cylinder pressures can rupture a 
refrigerant cylinder.

The electronic leak detector is the most sensitive 
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type available. These are available at reasonable 
cost, and can detect small leaks of a fraction of an 
ounce per year, often missed when using other test-
ing methods. Because of their extreme sensitivity, 
electronic detectors can only be used in a clean 
atmosphere not contaminated by refrigerant vapor, 
smoke, vapor from carbon tetrachloride, or other 
solvents which may give a false reaction.

The leak detector most widely used for fi eld service 
is the halide torch. It consists of a small portable 
propane or L. P. gas tank, a sniffer hose, and a 
special burner which contains a copper element. 
The gas feeds a small fl ame in the burner, pulling a 
slight vacuum on the sniffer hose. When the probe is 
passed near a leak, the refrigerant is drawn into the 
hose and injected into the burner below the copper 
element. A small amount of refrigerant burning in 
the presence of copper has a bright green color. A 
larger amount will burn with a violet colored fl ame. 
When testing for leaks with a torch, always watch 
the fl ame for the slightest changes in color. With 
experience, very small leaks can be detected.

To use the halide torch to fi nd a leak, explore each 
joint and fi tting in the system. Check all gasketed 
joints at the compressor. Some manufacturers 
use the halide torch as a fi nal check on packaged 
systems which are shipped in cartons, by punch-
ing a hole in the carton and checking inside the 
carton several hours after the unit is packaged. A 
very small leak will tend to build up in strength in 
an enclosed area, and can thus be detected.

The simplest and oldest method of leak detection 
is by means of soap bubbles. Swab a suspected 
leak with liquid soap or detergent, and bubbles will 
appear if a leak exists. Despite its simplicity, the 
soap bubble method can be extremely helpful in 
pinpointing a leak which is diffi cult to locate.
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This type of detector is ideally suited for field 
service of air conditioning and refrigeration equip-
ment.

The oldest and probably most widely used leak detector 
for fl uorinated refrigerants is the halide type. The one 
illustrated is made to attach to a small, portable gas 
cylinder. This makes a very compact, easy to use, leak 
detection device.
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When a leak is located, it should be marked. When 
leak testing is completed and all leaks have been 
located and marked, vent the test pressure gas. 
If a leak requiring brazing is found in the high 
pressure side of a system containing a refrigerant 
charge, in a location that cannot be isolated, it will 
be necessary to remove the refrigerant in order to 
make repairs.

When pressure has been removed from the area 
where the leak is located, the leak can be repaired 
as necessary. It may be necessary to re-braze fi t-
tings, replace gaskets, repair fl are connections, or 
merely tighten connections. When all leaks have 
been repaired, the system should again be pres-
surized and the leak testing process repeated.

Pressure leak testing is necessary to locate indi-
vidual leaks. In order to determine if the system 
is free of all leaks, a vacuum test is helpful. After 
repairing all known leaks, draw a deep vacuum 
on the system with a good vacuum pump. The 
pressure should be reduced to 1 psia or less (the 
vacuum registered on the test gauge will vary with 
atmospheric pressure) and the system should be 
sealed and left for at least 12 hours. Any leakage of 
air into the system will cause the vacuum reading 
to decrease. (Some slight change in pressure may 

be caused by changes in ambient temperature). If 
an air leak is indicated, the system should again 
be pressure leak tested, and the leaks located 
and repaired.

When all leaks have been repaired and the system 
satisfactorily passes the leak tests, it is ready for 
evacuation and charging.

EVACUATION 

Any time the compressor or system is exposed 
for prolonged periods to atmospheric air, or if the 
system becomes contaminated and removal of 
the refrigerant charge is necessary, the system 
should be evacuated in the same manner as at 
the original installation.

Liquid line fi lter-driers will effectively remove small 
amounts of moisture from a system, but the amount 
of moisture in an open system may be greater 
than a drier’s capacity. In both cases, evacuation 
is the only means of insuring a contaminant free 
system.

Under no conditions is the motor-compressor to 
be started or operated while the system is under a 
high vacuum. To do so may cause serious damage 
to the motor windings.

A small portable vacuum pump specifi cally built for 
refrigeration evacuation should be used. Do not use 
the refrigeration compressor as a vacuum pump. 
The serviceman who uses some discarded refrig-
eration compressor as a vacuum pump is fooling 
himself and endangering the system.

The gauge manifold provides a convenient means 
of connecting the vacuum pump to a service valves 
on the compressor or in the system, and is adequate 
for fi eld evacuation of relatively small systems with 
small displacement vacuum pumps. For larger 
systems and larger vacuum pumps, however, the 
pressure drop through the hose connections on 
the normal service gauge manifold is so high that 
evacuation is very slow, and gauge readings may 
be misleading. Copper tubing or high vacuum hoses 
of ¼ in. I.D. minimum size are recommended for 
high vacuum work.

Triple evacuation is strongly recommended for 
all fi eld installed systems because of the greater 
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Checking for refrigerant leaks with halide torch. Note 
sampling tube held adjacent to point of possible leak. 
Eye should be kept on fl ame to observe any color 
change.
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degree of contamination that must be expected 
under actual operating conditions as opposed to 
laboratory or production line processing.

To evacuate a system with a small vacuum pump 
and a gauge manifold, attach the common con-
nection on the gauge manifold to the suction con-
nection on the vacuum pump. The high and low 
pressure connections on the gauge manifold should 
be securely connected to gauge ports on service 
valves on the high and low pressure sides of the 
system respectively.

With the valves on the gauge manifold closed 
(front-seated) open the service valves and adjust 
to a point approximately midway between the front-
seat and back-seat position.

Start the vacuum pump and gradually open the 
gauge manifold valves. It may be necessary to 
restrict the vacuum pump suction pressure by 
means of the gauge manifold valves to avoid 
overloading the pump motor. Continue evacuation 
until the desired vacuum reading is obtained on 
both gauges.

When evacuation is complete, close the gauge 
manifold valves tightly, remove the line from the 
vacuum pump, and connect to a refrigerant cylinder 
of the same type refrigerant used in the system. 
Loosen the common hose connection at the gauge 
manifold, crack the refrigerant drum valve to purge 
the hose, and retighten the hose connection. Crack 
the valves on the gauge manifold until the system 
pressure rises to 2 psig. Close the refrigerant drum 
valve and the gauge manifold valves.

For triple evacuation, the above procedure should 
be repeated three times, evacuating twice to 1500 
microns, and the last time to 500 microns, or to the 
limit of the vacuum pump’s ability.

When complete, the system is ready for charging. 
If it is not to be charged immediately, the system 
may be sealed by back-seating the service access 
valves, and plugging or capping all open gauge 
ports or connections. 

CHARGING REFRIGERANT INTO A SYSTEM

The proper performance of a refrigeration or air 

conditioning system is dependent on the proper 
refrigerant charge. An under-charged system will 
starve the evaporator, resulting in excessively low 
compressor suction pressures, loss of capacity, 
and possible compressor overheating. Overcharg-
ing can fl ood the condenser resulting in high dis-
charge pressures, liquid refrigerant fl ooding, and 
potential compressor damage. Most systems have 
a reasonable area of tolerance for some variation 
in charge, although some small systems may ac-
tually have a critical charge which is essential for 
proper operation.

Each system must be considered separately, since 
systems with the same capacity or horsepower rat-
ing may not necessarily require the same refriger-
ant or the same amount of charge. Therefore it is 
important to fi rst determine the type of refrigerant 
required for the system, the unit nameplate nor-
mally identifying both the type of refrigerant and 
the weight of refrigerant required.

Liquid Charging 

Charging with liquid refrigerant is much faster than 
vapor charging, and because of this factor is almost 
always used on large fi eld installed systems. Liquid 
charging requires either a charging valve in the liquid 
line, a process fi tting in the high pressure side of 
the system, or a receiver outlet valve with a charg-
ing port. It is recommended that liquid charging be 
done through a fi lter-drier to prevent any contami-
nants from being inadvertently introduced into the 
system. Never charge liquid into the compressor 
suction or discharge service valve ports, since this 
can damage the compressor valves.

For original installations, the entire system should 
be pulled to a deep vacuum. Weigh the refrigerant 
drum, and attach the charging line from the refriger-
ant drum to the charging valve. If the approximate 
weight of refrigerant required is known, or if the 
charge must be limited, the refrigerant drum should 
be placed on a scale so that the weight of refriger-
ant can be checked frequently.

Purge the charging line and open the cylinder liquid 
valve and the charging valve. The vacuum in the 
system will cause liquid to fl ow through the charging 
connection until the system pressure is equalized 
with the pressure in the refrigerant cylinder.
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Close the receiver outlet valve and start the com-
pressor. Liquid refrigerant will now feed from the 
refrigerant cylinder to the liquid line, and after 
passing through the evaporator will be collected 
in the condenser and receiver.

To determine if the charge is approaching the system 
requirement, open the receiver outlet valve, close 
the charging valve, and observe the system opera-
tion. Continue charging until the proper charge has 
been introduced into the system. Again weigh the 
refrigerant drum, and make a record of the weight 
charged into the system.

Liquid-charging refrigerant through the charging 
valve on main liquid supply line. Note that cylin-
der is safely held in inverted position on weighing 
scale. Liquid shut off valve on receiver would also 
be throttled to facilitate fl ow from cylinder.

Watch the discharge pressure gauge closely. A 
rapid rise in pressure indicates the condenser 
is fi lling with liquid, and the system pumpdown 
capacity has been exceeded. Stop charging from 
the cylinder immediately if this occurs, and open 
the receiver outlet valve.

On factory assembled package units utilizing 
welded compressors, charging is normally accom-
plished by drawing a deep vacuum on the system, 
and introducing the proper charge by weight into 
the high pressure side of the system by means of 
a process connection which is later sealed and 
brazed closed. To fi eld charge such systems, it 
may be necessary to install a special process 
fi tting or charging valve, and weigh in the exact 
charge required.

Vapor Charging

Vapor charging is normally used when only small 
amounts of refrigerant are to be added to a sys-
tem, possibly up to 25 pounds, although it can be 
more precisely controlled than liquid charging. 
Vapor charging is usually accomplished by means 
of a gauge manifold into the compressor suction 
service valve port. If no valve port is available—for 
example on welded compressors—it may be nec-
essary to install a piercing valve or fi tting in the 
suction line.

Vapor-charging refrigerant through compressor 
suction service valve. Gauges are connected to 
read both suction and discharge pressure. When 
adding refrigerant, discharge pressure should be 
observed to be sure system is not over-charged and 
refrigerant is not being added too rapidly. Higher 
than normal discharge pressure indicates either 
that condenser is fi lling with liquid or compressor is 
being over-loaded by too rapid charging. Charging 
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manifold permits throttling of the vapor from the 
cylinder. Cylinder is mounted on scale to measure 
amount of refrigerant charged. Approved valve 
wrench is being used to operate cylinder valve.

Weigh the refrigerant cylinder prior to charging. 
Connect the gauge manifold to both suction and 
discharge service valves, with the common con-
nection to the refrigerant cylinder. Purge the lines, 
open the refrigerant cylinder vapor valve, start the 
compressor, and open the suction connection on 
the gauge manifold. Modulate the rate of charging 
with the gauge manifold valve.

The refrigerant cylinder must remain upright with 
refrigerant withdrawn only through the vapor valve 
to insure vapor only reaching the compressor. The 
vaporizing of the liquid refrigerant in the cylinder 
will chill the liquid remaining and reduce the cyl-
inder pressure. To maintain cylinder pressure and 
expedite charging, warm the cylinder by placing 
it in warm water or by using a heat lamp. Do not 
apply heat with a torch.

To determine if suffi cient charge has been intro-
duced, close the refrigerant cylinder valve and 
observe the system operation. Continue charging 
until the proper charge has been added. Again 
weigh the refrigerant drum and make a record of 
the weight charged into the system.

Watch the discharge pressure closely during the 
charging operation to be certain that the system 
is not overcharged.

How To Determine The Proper Charge 

1. Weighing the Charge.

The most accurate charging procedure is to actu-
ally weigh the refrigerant charged into the system. 
This can only be done when the system requires 
a full charge and the amount of charge is known. 
Normally such data is available on packaged unitary 
equipment. If the charge is small, it is common prac-
tice to vent the system charge to the atmosphere 
if repairs are required, and add a complete new 
charge after repairs are complete.

2. Using A Sight Glass

The most common method of determining the 
proper system charge is by means of a sight 
glass in the liquid line. Since a solid head of liquid 
refrigerant is essential for proper expansion valve 
control, the system can be considered properly 
charged when a clear stream of liquid refrigerant 
is visible. Bubbles or fl ashing usually indicate a 
shortage of refrigerant. Bear in mind that if there 
is vapor and no liquid in the sight glass, it will also 
appear clear.

However, if the service engineer should be aware 
of the fact that at times the sight glass may show 
bubbles or fl ash gas even when the system is fully 
charged. A restriction in the liquid line ahead of the 
sight glass may cause suffi cient pressure drop to 
cause fl ashing of the refrigerant. If the expansion 
valve feed is erratic or surging, the increased fl ow 
when the expansion valve is wide open can create 
suffi cient pressure drop to create fl ashing at the 
receiver outlet. Rapid fl uctuations in condensing 
pressure can be a source of fl ashing. For example, 
in a temperature controlled room, the sudden open-
ing of shutters or the cycling of a fan can easily 
cause a change in condensing temperature of 10°F. 
to 15°F. Any liquid in the receiver may then be at a 
temperature higher than the saturated temperature 
equivalent to the changed condensing pressure, 
and fl ashing will occur until the liquid temperature 
is again below the saturation temperature.

Some systems may have different charge require-
ments under different operating conditions. Low 
ambient head pressure control systems for air 
cooled applications normally depend on partial 
fl ooding of the condenser to reduce the effective 
surface area. Under such conditions a system 
operating with a clear sight glass under summer 
conditions may require a refrigerant charge twice 
as large for proper operation under low ambient 
conditions.

While the sight glass can be a valuable aid in 
determining the proper charge, the system per-
formance must be carefully analyzed before plac-
ing full reliance on it as a positive indicator of the 
system charge.
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3. Using A Liquid Level Indicator

On some systems, a liquid level test port may be 
provided on the receiver. The proper charge can 
then be determined by charging until liquid refriger-
ant is available when the test port is cracked. With 
less than a full charge, only vapor will be available 
at the test port. 

Larger receiver tanks may be equipped with a fl oat 
indicator to show the level of liquid in the receiver 
much in the same manner as a gasoline tank gauge 
on an automobile.

4. Checking Liquid Subcooling

On small systems, if no other easy means of check-
ing the refrigerant charge is available, a determina-
tion of the liquid subcooling at the condenser outlet 
can be used. With the unit running under stabilized 
conditions, compare the temperature of the liquid 
line leaving the condenser with the saturation tem-
perature equivalent to the condensing pressure. 
This provides an approximate comparison of the 
condensing temperature and the liquid temperature 
leaving the condenser. Continue charging until the 
liquid line temperature is approximately 5°F. below 
the condensing temperature under maximum load 
conditions. This type of charging is normally used 
only on factory packaged systems, but it does pro-
vide a means of emergency fi eld checking which 
should indicate proper system operation.

5. Charging By Superheat.

On small unitary systems equipped with capillary 
tubes, the operating superheat may be used to 
determine the proper charge.

If a service port is available so that the suction 
pressure can be determined, the superheat may be 
calculated by determining the difference be tween 
the temperature of the suction line approximately 
6 inches from the compressor and the saturation 
temperature equivalent of the suction pressure. 
If no means of determining pressure is available, 
then the superheat can be taken as the difference 
between the suction line temperature 6 inches 
from the compressor and a temperature reading 
on an evaporator tube (not a fi n) at the midpoint 
of the evaporator.

With the unit running at its normal operating con-
dition, continue charging until the superheat as 
determined above is approximately 20° to 30°. 
A superheat approaching 10° indicates an over 
charged condition, a superheat approaching 40° 
indicates an undercharge.

6. Charging by Manufacturer’s Charging Charts.

Some manufacturers of unitary equipment have 
charging charts available so that the proper charge 
may be determined by observing the system oper-
ating pressures. Follow the manufacturer’s direc-
tions for determining proper charge if the unit is to 
be charged in this fashion.

REMOVING REFRIGERANT FROM A SYSTEM

Occasionally it will be necessary to remove re-
frigerant from a system. To properly remove the 
refrigerant, the individual servicing the unit must 
abide by the following guidelines.
 
1. Complying with Law and Regulation

During the recovery, recycle and reuse of any and 
all refrigerants it is imperative that one complies 
with current laws and regulations. It is the respon-
sibility of the individual servicing the refrigeration 
unit to follow all current local, state, and federal 
laws, regulations, and ordinances. It is also their 
responsibility to follow any directions or guidelines 
that are set forth by the recovery unit equipment 
manufacturer.

2. Using the System Compressor

Connect the gauge manifold from the compres-
sor discharge valve service port to the refrigerant 
container and purge the lines. Note the maximum 
allowable refrigerant container weight.

Place the refrigerant container in ice. Place the 
compressor in normal system operation. Turn the 
discharge service valve in a few turns to open the 
service port, open the refrigerant container valve 
and the gauge manifold so that discharge gas 
can enter the cold container, with the discharge 
pressure registering on the manifold high pressure 
gauge. WARNING. Do not close off the discharge 
valve to the condenser. A portion of the discharge 
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gas will now enter the container and condense. 
Weigh the container frequently to check the prog-
ress in fi lling. Continue bypassing a portion of the 
discharge gas into the refrigerant container until it 
is fi lled to its weight capacity. Do Not Overfi ll. Use 
additional containers as necessary.

When a major portion of the refrigerant has been 
removed, system pressures may fall so low that re-
frigerant can no longer be effi ciently transferred. 

3. Using a Transfer Condensing Unit

A small, air cooled condensing unit equipped with 
an oil separator may be used as a scavenging or 
transfer pump to transfer refrigerant to storage 
containers. By means of a gauge manifold connect 
system discharge and suction service ports to the 
transfer pump, and connect the transfer unit liquid 
outlet connection to the refrigerant container.

Purge lines as previously outlined, start the trans-
fer pump, and modulate the suction pressure as 
necessary with the gauge manifold to prevent 
overloading.

WARNING. Watch refrigerant cylinder weight 
closely. Do no overfi ll.

4. Charge Migration.

In the absence of a transfer condensing unit, and 
when the system compressor is inoperative, re-
frigerant may be transferred to a storage container 
by migration. Evacuate the container if possible, 
and connect to the system by means of the gauge 
manifold.

Chill the refrigerant container to the lowest possible 
temperature. Pack in ice or dry ice if available. 
Open the valves so that the refrigerant can migrate 
from the warm and therefore higher pressure sys-
tem to the cold and lower pressure cylinder. Do 
Not overfi ll.

Migration will continue until the system pressure is 
the equivalent of the saturated pressure of the re-
frigerant at the cylinder temperature. For example, 
if the cylinder is 40°F. and the refrigerants R-12, 
migration will continue until the system pressure 
is approximately 37 psig.

A disadvantage of this system is the length of time 
required for the transfer.

HANDLING REFRIGERATION OIL

Oil processed for use in refrigeration compres-
sors is highly refi ned, dewaxed, and dehydrated. 
In order top protect its quality, refrigeration oil is 
shipped in tightly sealed containers. Exposure to 
air and moisture for extended periods will result in 
contamination of the oil, and can cause harmful 
reactions in the compressor.

Refrigeration oils are available in sealed containers 
in various sizes, but should be purchased only in 
the sized container needed for the immediate ap-
plication. It is highly recommended that oil added to 
a compressor be taken only from sealed containers 
opened at the time of use. Do not transfer oil from 
one container to another, and do not store in open 
containers. Buying oil in large containers to obtain a 
better price is false economy. In the long run, it will 
be far more costly in terms of compressor damage 
and customer ill will.

Compressors leaving the Emerson Climate Tech-
nologies, Inc. factory are charged with Suniso 3G 
or 3GS, 150 SUS viscosity refrigeration oil, and the 
use of any other oil must be specifi cally cleared 
with the Emerson Climate Technologies, Inc. Ap-
plication Engineering Department.

DETERMINING THE OIL LEVEL

All service compressors are shipped with a charge 
of the proper refrigeration oil. Normally the factory 
oil charge in the compressor is somewhat greater 
than the normal oil level required for adequate 
lubrication, in order to provide some allowance for 
oil which will be circulating in the system during 
operation. Depending on the system design, the 
amount of oil in the system at the time of compres-
sor installation, oil lost due to leakage, etc., it may 
be necessary either to add or remove oil from a 
system any time it is fi rst placed in operation with 
a different compressor.

On Copeland® brand compressors equipped with 
crankcase sightglasses, the oil level should be 
maintained at or slightly above the center of the 
sight glass while operating. An abnormally low oil 
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level may result in a loss of lubrication; while an 
excessively high oil level may result in oil slugging 
and possible damage to the compressor valves 
or excessive oil circulation. The oil level may vary 
considerably on initial start-up if liquid refrigerant is 
present in the crankcase, and the oil level should be 
checked with the compressor running after having 
reached a stabilized condition.

Most welded hermetic compressors have no means 
of determining the oil level. This type of compres-
sor is primarily designed for installation in factory 
designed, assembled, and charged systems where 
the oil charge can be accurately measured into 
the system at the time of original assembly. In the 
case of a leak, if the amount of oil lost is small and 
can be reasonably calculated, this amount should 
be added to the compressor. If however, there is 
a major loss of oil, the serviceman must remove 
the compressor, drain the oil, and add the correct 
measured charge before placing the compressor 
in operation.

ADDING OIL TO A COMPRESSOR

1. Open System Method

If the compressor is equipped with an oil fi ll hole in 
the crankcase, the simplest means of adding oil is 
to isolate the compressor crankcase, and pour or 
pump the necessary oil in. If the system contains no 
refrigerant, or the compressor is open for repairs, 
no special precautions are necessary other than 
the normal measures of keeping the oil clean and 
dry, since the system should be evacuated prior 
to start-up.

If the system contains a charge of refrigerant, 
close the compressor suction valve and reduce the 
crankcase pressure to approximately 1 to 2 psig. 
Stop the compressor and close the compressor 
discharge valve.

Remove the oil fi ll plug and add the required amount 
of oil. The residual refrigerant in the crankcase will 
generate a slight continuing pressure and outfl ow 
of refrigerant vapor during the period when the 
compressor is exposed to the atmosphere, prevent-
ing the entrance of serious amounts of either air 
or moisture. Purge the crankcase by cracking the 
suction service valve off its seat for 1 or 2 seconds. 

Replace the oil fi ll plug, open the compressor valves, 
and restore the system to operation.

In the case of welded compressors installed in 
systems without service fi ttings, the only means of 
adding oil to the compressor may be by cutting the 
refrigerant lines so that oil can be poured directly 
into the suction line since the suction connection 
on a welded compressor opens directly into the 
shell.

2. Oil Pump Method

Many servicemen have either fabricated or pur-
chased a small oil pump for adding oil to compres-
sors. The pump is quite similar to a small bicycle tire 
pump, and allows the addition of oil to an operating 
compressor through the service port if necessary, 
or can be used to add oil directly to the crankcase 
where space may not permit a gravity feed. When 
the compressor is in operation, the pump check 
valve prevents the loss of refrigerant, while allow-
ing the serviceman to develop suffi cient pressure 
to overcome the operating suction pressure and 
add oil as necessary.

3. Close System Method

In an emergency where an oil pump is not avail-
able to the compressor is inaccessible, oil may be 
drawn into the compressor through the suction 
service valve.

Connect the suction connection of the gauge 
manifold to the compressor suction service valve, 
and immerse the common connection of the gauge 
manifold in an open container of refrigeration oil. 
Close the manifold valve and the compressor 
suction service valve and pull a vacuum in the 
compressor crankcase. Then open the manifold 
valve, drawing oil into the compressor through the 
suction service valve.

WARNING. Extreme care must be taken to insure 
the manifold common connection remains immersed 
in oil at all times. Otherwise air will be drawn into 
the compressor. On smaller horsepower or older 
style compressors where the suction vapor and oil 
are returned directly into the suction chamber, oil 
must be added very slowly since drainage to the 
crankcase may be quite slow.
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Continue as necessary until the proper amount of 
oil has been drawn into the compressor.

REMOVING OIL FROM A COMPRESSOR

Occasionally problems in line sizing or system 
operation may cause oil to trap in the evapora-
tor or suction line, and large amounts of oil may 
be added to the system in an effort to maintain a 
satisfactory oil level in the compressor. When the 
basic oil logging problem is corrected, the excess 
oil will return to the compressor crankcase, and 
unless removed from the system, can cause oil 
slugging, excessive oil pumping, and possible 
compressor damage. Also in cases where the 
system has been contaminated, for example by 
a broken water tube in a water cooled condenser, 
or in cleaning a system after a bad motor burn, it 
may be necessary to completely remove the oil 
from the compressor crankcase.

To some extent the choice of a method for removing 
oil depends on the degree of system contamination. 
For removing excess oil or on systems with only 
slight contamination, almost any method is accept-
able. However if the system is badly contaminated, 
it may be advisable to remove the compressor 
bottom plate and thoroughly clean the interior of 
the crankcase.

1. Removing by Oil Drain Plug

Some compressors are equipped with oil drain 
plugs. If so, this provides an easy method for 
removing oil.

Close the suction service valve, and operate the 
compressor until the crankcase pressure is reduced 
to approximately 1 to 2 psig. Stop the compressor 
and isolate the crankcase by closing the discharge 
service valve. Carefully loosen the oil drain plug, 
allowing any pressure to bleed off before the 
threads are completely disengaged. Drain oil to 
the desired level by seepage around the threads 
without removing the plug.

When draining is complete, tighten the drain plug, 
open the compressor valves, and restore the 
compressor to operation. The oil seal at the drain 
hole and the residual refrigerant pressure in the 
crankcase will effectively block the entrance of 

any measurable quantities of air or moisture into 
the system.

2. Removing by Oil Fill Hole

If a drain plug is not convenient or is not furnished 
on the compressor, oil may be removed by means 
of the oil fi ll hole.

Close the compressor suction service valve, reduce 
the crankcase pressure to 1 to 2 psig, and isolate 
by closing the discharge service valve.

Carefully loosen the oil fi ll plug, allowing any pres-
sure to bleed off before the threads are completely 
disengaged. Remove the oil fi ll plug, and insert a 
¼ in. O. D. copper tube so that the end is at or near 
the bottom of the crankcase. If possible use a tube 
of suffi cient length so that the external end can 
be bent down below the crankcase, thus forming 
a syphon arrangement. Wrap a waste rag tightly 
around the oil fi ll opening, and crack the suction 
service valve, pressurizing the crankcase to ap-
proximately 5 psig, and then close the valve.

Oil will be forced out the drain line, and will continue 
to drain by the syphon effect until the crankcase 
is emptied. If the syphon arrangement is not pos-
sible, repressurize the crankcase as necessary to 
remove the desired amount of oil.

The residual refrigerant pressure in the crankcase 
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will prevent the entrance of any serious amounts 
o of moisture or air into the system. Purge the 
crankcase by cracking the suction service valve 
off its seat for 1 to 2 seconds. Reinstall the fi ll plug, 
tighten, open the compressor valves, and restore 
the compressor to operation.

In large systems where a large amount of excess 
oil must be removed, or where oil must be removed 
at intervals over a prolonged period, considerable 
time can be saved by brazing a dip tube in a valve 
so that oil can be removed as desired as long as the 
crankcase pressure is above 0 psig. (See Figure 
175.)  To speed up separation, the oil should be 
removed to a ¼ in. sight glass level. After oil removal 
is complete, the oil level may then be raised to the 
normal operating level.

3. Removal by Means of Baseplate

On accessible compressors, it may be necessary 
to remove the base plate if complete crankcase 
cleaning is necessary.

Pump the system down to isolate the compressor, 
remove the base plate, clean as necessary, and 
reinstall with new gasket. Since both air and mois-
ture can enter the crankcase during this operation, 
the crankcase should be evacuated with a vacuum 
pump before restoring to operation. In an emer-
gency, the crankcase may be purged by cracking 
the suction service valve and venting through the 
oil fi ll hole and the discharge service port. Replace 
the plug in the oil fi ll hole and jog the compressor 
a few times by starting and stopping, discharging 
through the discharge service port. Cap the dis-
charge service port, open the discharge valve, and 
the compressor can be restored to operation.

4. Removing Oil From Welded Compressors

If the oil must be removed from a welded com-
pressor, for example to recharge with a measured 
amount of oil, the compressor must be removed 
from the system, and the oil drained out the suction 
line stub by tilting the compressor. 

After the compressor is reinstalled the system must 
then be evacuated by means of an access valve or 
the process tube before recharging with refrigerant 
and restoring to operation.

HANDLING FILTER-DRIERS

Regardless of the precautions of care taken, any 
time a system is opened for repair or maintenance, 
some amount of moisture and air enters. In order 
to avoid freezing of the moisture at the expan-
sion valve or capillary tube, and to prevent acid 
formation and other detrimental system effects, 
the moisture level in the system must be kept at 
a minimum. Therefore every system opened for 
repair or installed in the fi eld must have a liquid 
line fi lter-drier.

Self-contained fi lter-driers or replaceable drier ele-
ments are factory sealed for protection. If the seal is 
broken and the drier is exposed to the atmosphere 
for more than a few minutes, the drier will pick up 
moisture from the atmosphere and will quickly lose 
much of its moisture removal ability.

The system must be sealed and evacuated within a 
few minutes of the installation of the drier. Leaving 
a system open overnight after installation of a drier 
may completely destroy the drier’s value.

COMPRESSOR BURNOUTS - WHAT TO DO 

(Excerpts from a speech by Raymond G. Mozley, 
Vice President, Emerson Climate Technologies, 
Inc. Application Engineering)

Sometimes we get so involved in the technical 
details of how to solve a problem that we lose 
sight of the ultimate objective—how to get rid of 
the problem. As the old saying goes, “We can’t see 
the forest for the trees.”

Our objective in any refrigeration or air conditioning 
application is a satisfactory trouble free system. 
And, viewed from that standpoint, our answer to 
the question of compressor burnouts is at once 
simple and logical—prevent them before they occur. 
Our ultimate objective is to prevent the occurrence 
of a burnout, and this can only be done before a 
burnout occurs, not afterward.

It is true that occasionally a fault in the motor insu-
lation may result in a motor burn, but in a system 
with proper design, manufacture, application, and 
installation, burnouts rarely occur. Of those that 
do occur, most are the result of mechanical or 
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lubrication failures, resulting in the burnout as a 
secondary result.

If the problem is detected and corrected I time, a 
large percentage of compressor failures can be 
prevented. Periodic maintenance inspections by 
an alert serviceman on the lookout for abnormal 
operation can be a major factor in maintenance 
cost reduction. It is far easier, far less costly, and 
far more satisfactory to all parties concerned to take 
the few simple steps necessary to insure proper 
system operation than it is to allow a compressor 
failure to occur that could have been prevented, 
and then have to restore the system to satisfac-
tory condition.

Probably no single type of failure has been more 
publicized, more studied, more debated, and more 
blamed for compressor failures than burnouts. As 
a result of this widespread publicity, the burnout 
problem has been the whipping boy for other sys-
tem problems of far more serious proportions, and 
in many cases has been blown up out of proper 
perspective for competitive reasons. At one time 
several years ago, motor burnouts were a serious 
problem in hermetic compressors, and even today, 
many service engineers feel that burnouts are a 
major source of compressor failures. Our experi-
ence certainly indicates that due to the tremendous 
improvements in compressor design and system 
practices over the past years, burnouts as a cause 
of system failures ceased to be a major factor 
several years ago.

Motor failures do occasionally occur as a result of 
other malfunctions in the system, most often as an 
after effect of a lubrication failure. This is one of 
the major factors which contribute to frequent fi eld 
misunderstanding of the type of compressor failure 
which may have actually occurred. As a result many 
service personnel mistakenly attribute the cause of 
recurring failures to motor burns, whereas in reality 
the motor failure has been an after effect of other 
system diffi culties.

If the service engineer is to help in eliminating un-
necessary compressor failures, he must thoroughly 
understand both the operation of the system and 
possible causes of failure that might occur, and 
he must be on the alert for any signs of system 
malfunction. On the return material cards which are 

attached to the compressors returned to our factory, 
a space is provided to note the cause of failure if 
known. On a great majority of the cards, there is 
a notation of bad compressor, compressor won’t 
run, motor burn, or compressor locked up, and we 
suspect that the majority of these are classifi ed in the 
service engineer’s mind as compressor burnouts. 
The truth of the matter is that of the compressors 
returned to our factory during the warranty period, 
probably 65% to 75% have failed due to lack of lu-
brication or damage from liquid refrigerant. Seldom 
do we see any notation to this effect on a return 
material card. We suspect that in the great major-
ity of cases the serviceman did not know what the 
cause of failure was, and installed a replacement 
compressor without determining whether he had 
corrected the basic cause of failure.

System malfunctions rarely originate from normal 
operation. They may be caused by some quirk in 
system design, by contaminants left in the system 
at the time of installation, by refrigerant leaks, by the 
improper operation of some electrical or refrigerant 
control components, or from a dozen other possible 
causes. In many cases, it may be a long period of 
time before the effects of some system fault begin 
to affect the compressor operation. In practically 
every case, indications of a system malfunction are 
clearly evident prior to the compressor failure.

When A Burnout Occurs

But suppose, despite your best precautions, a 
motor burn does occur. What can you do?  Hap-
pily, today as a result of many years’ experience, 
techniques are available which make system 
cleaning simple, effective, relatively inexpensive, 
and dependable.

The type of failure which has created the most 
hardship on the user, and the one which has 
received the most publicity in recent years has 
been the repeat burnout type of failure, where the 
initial burnout has triggered a series of failures on 
the same system—each after decreasing period 
of operation. It was recognized at an early stage 
that contamination resulting from previous burnout, 
remaining in the system, was the source of the 
succeeding failure, but developing a dependable 
cure for the system was not an easy task.
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Our company has been interested in cleaning meth-
ods for a long time, and because of the problems 
involved in the fl ushing process, we felt a simpler, 
less expensive procedure was badly needed. Field 
experience in removing moisture from systems had 
indicated that fi lter-driers might be the answer.

In the early 1960s in cooperation with major air 
conditioning and fi lter-drier manufacturers, we 
launched an intensive fi eld trial of the fi lter-drier 
cleanout method. Basically this involved the use 
of approved fi lter-driers, incorporating an adequate 
desiccant in both the liquid and suction lines.

A great deal of corporate money and prestige was 
risked in early fi eld tests, but it paid off not only in 
successfully cleaned systems, but in developing 
a background of test data so that we could safely 
recommend fi eld proven components and know 
they would do the job. Several manufacturers are 
now producing suitable fi lter-driers, and many of 
these have been proven by fi eld experience to be 
of equal value in successfully cleaning systems.

Due to its simplicity, the cost of the fi lter-drier 
cleanout system is quite inexpensive. There is no 
need for large quantities of refrigerant for fl ushing 
the system, no waste of man hours in laboriously 
cleaning each circuit, no long periods of down time. 
In most cases even the refrigerant in the system 
can be saved. This is the only practical method 
which can assure proper cleaning especially where 
long lines and multiple evaporators and circuits 
are involved.

This procedure has been used in thousands of 
installations during the past few years, and where 
properly used we do not know of a single instance 
of a second burnout due to improper cleaning. We 
do not feel there is any excuse today for repeat 
failures due to improperly cleaned systems.

We do still get occasional reports of repeat failures 
on systems which have experienced a motor burn. In 
practically every case we fi nd the system has been 
improperly cleaned, in many instances because 
the serviceman felt the system could be cleaned 
merely by purging with refrigerant or by failure to 
use the recommended suction line fi lter-drier.

We feel there is no such thing as a mild burnout. 

The only safe procedure is to treat every motor 
burn as a serious one. We do not agree with those 
people in the industry who feel a system which has 
experienced a so-called mild burn can be safely 
cleaned by use of fi lters only in the suction line 
in conjunction with a liquid line fi lter-drier. In our 
opinion the risks are far too great to gamble on a 
half-way cleaning job when the stakes are possible 
future costly trouble on the system, and the pos-
sible savings are nominal at best.

Cleanout Procedure

The actual cleanout procedure with the fi lter-drier 
system is quite simple.

A. Save Refrigerant

On any system the refrigerant charge should be 
saved if the volume is large enough to be worthwhile. 
If the compressor has service valves, there may 
be no need to even remove the refrigerant charge. 
If a separate condensing unit or transfer pump is 
available, fl ange adapters may be used to pump 
the system down or pump the system charge into 
an empty drum. If a separate condensing unit is 
not available, in an emergency the replacement 
compressor can be installed to pump the system 
down prior to the cleanout. Although some contami-
nants will be returned to the compressor during the 
pumpdown procedure, the compressor will not be 
harmed by the short period of operation required, 
and the contaminants will be safely removed as they 
are circulated through the system after installation 
of the system cleaner.

B. Remove Old Driers

All fi lter-driers previously installed in the system 
must be replaced, all fi lters or strainers cleaned or 
replaced, and in the event of a bad burn, refriger-
ant control devices such as expansion valves and 
solenoid valves should be checked and cleaned 
if necessary.

C. Install New Filter-Driers

Adequate fi lter-driers of the proper size must be 
installed in both the liquid and suction lines. The 
suction line fi lter-drier is most important, since 
contaminants may not be effectively removed by a 

26-23



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.

liquid line fi lter-drier alone. A pressure fi tting should 
be provided ahead of the suction line fi lter-drier, 
preferably in the shell, to facilitate checking the 
pressure drop across the fi lter-drier.

D. Check Electrical Circuits

All electrical connections should be checked to be 
sure they are tight and properly made. The contactor 
should be examined, and any worn or pitted con-
tacts should be cleaned or replaced. On externally 
protected motors standard service replacement 
compressors are normally supplied with motor 
protectors mounted in the terminal box. No attempt 
should be made to salvage the external inherent 
protector or external supplementary protectors 
mounted in the terminal box of the compressor be-
ing replaced, as these might have been damaged 
and could contribute to another failure.

If an electrical problem was responsible for the 
original motor burn, and is not corrected, it can 
result in the loss of the replacement compressor.

E. Place In Operation 

The system may then be placed in operation, but 
should be closely watched for at least two hours 
after start-up. As the contaminants in the system 
are fi ltered out, the pressure drop across fi lter-driers 
will increase. Check the pressure drop across the 
suction line fi lter-drier frequently. If the pressure 
drop increases to the point where it exceeds the 
manufacturer’s recommended maximum limit, the 
fi lter-drier should be replaced.

F. 48 Hour Check

The system may then be allowed to operate for 48 
hours, at which time the color and odor of the oil 
should be checked. Normally the system will be 
adequately cleaned by this time. However, if an acid 
content is present, if the oil is still discolored, or has 
an acid odor, the fi lter-driers should be changed, 
and in the case of bad burns, the compressor oil 
should be changed. After an additional 48 hours 
of operation, the oil should be checked again, and 
the fi lter-drier change repeated until the oil remains 
clean, odor free, and the color approaches that of 
new oil. The suction line fi lter-drier may then be 
removed, preferably replaced with a permanent 

suction line fi lter, the liquid line fi lter-drier should 
be changed, and the system can be returned to 
normal operation.

Acid Check

Acid test kits are available from several manu-
facturers for measuring the acid level in the oil. 
These are capable of making quite accurate acid 
measurements, but if they are not available, a 
check of the oil by sight and smell can give a quick 
indication if contamination remains in the system. 
Since refrigeration oil varies in color, a sample of the 
new oil in the replacement compressor should be 
removed prior to installation and sealed in a small 
glass bottle for comparison purposes. Suitable 2 
ounce bottles are obtainable at any drug store. If 
the oil has been exposed to refrigerant, the bottle 
should not be tightly capped, since the residual 
refrigerant may create a high pressure if tightly 
sealed and exposed to high temperature.

Conclusion 

In conclusion, let me stress again our answer to 
the question of compressor burnouts. Prevent 
them before they occur. It is impossible to view 
burnouts as a separate item, apart from the rest of 
the system. If you follow good refrigeration practice, 
apply the compressor properly, keep the system 
free of contamination, and stay on the alert for any 
system malfunctions, the burnout problem will take 
care of itself.

COMPRESSOR FAILURES THAT COULD 
HAVE BEEN PREVENTED 

To enable the user and service engineer to better 
understand the type of damage that can occur in 
the compressor from improper system control or 
external system malfunctions, the following typical 
examples illustrate mechanical damage from com-
pressor failures that could have been prevented.

Liquid Refrigerant or Oil Slugging 

Figures 176 and 177 are different views of a typical 
valve plate from a smaller horsepower compressor. 
A discharge valve and discharge valve backer as-
sembly are shown in the foreground in new condition 
for comparison. Note how the valve backers on both 
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discharge valves have been bent from the original 
shape. The backers are made of steel, and only 
the force generated by a slug of liquid refrigerant 
or oil would have suffi cient impact to cause this 
distortion. Once the valve backer is bent, it is only 
a matter of time before the reed is broken, since 
the reed is then subjected to stresses beyond its 
designed strength.

The solution to this problem lies in proper control 
of liquid refrigerant, and may require the use of 
a suction accumulator, crankcase heaters, or a 
pumpdown cycle in a system with an excessively 
large refrigerant charge.

Carbon Formation From Heat and 
Contaminants 

Figure 178 is a similar type valve plate showing 
extreme carbon formation. This occurs due to oil 
breakdown, and can be caused by contaminants 
such as moisture and air in the system, or by ex-
cessively high discharge temperatures. Contrary to 
popular belief, carbon formation such as this can 
occur without a motor failure. 

This will not occur in a system that is properly 
cleaned, dehydrated, and evacuated, with motor 
and discharge temperatures maintained within 
recommended operating limits.

Broken Discharge Reed

Figure 179 shows a discharge reed which has been 
damaged by excessively high head pressures. 
Note the round hole which has been broken out 
of the reed, and which actually has been forced 
down into the discharge port. This occurs when the 
discharge pressure builds up to a point at which 
there is suffi cient pressure to actually shear the steel 
discharge reed against the sides of the discharge 
port in the valve plate on the piston suction stroke. 
Slugging is not necessarily connected with this type 
of damage, and the valve backer shows no signs of 
distortion. In order for pressure of this magnitude 
to build up it is probable that either a restriction in 
the discharge line or liquid line—possibly in the 
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refrigerant control device—may have created a 
hydraulic pressure condition in the compressor 
discharge chamber.

Head pressures must be kept under proper control 
for the proper operation of any system. The pres-
sures required to shear a reed in this manner are 
far in excess of established compressor limits.

Ruptured Discharge Chamber

A discharge chamber from a welded compressor 
which has been ruptured by excessive liquid pres-
sure is shown in Figure 180. Note the relief valve 
on the end of the discharge chamber which will 
relieve pressures between discharge and suction 
pressures to the compressor crankcase when the 
difference between discharge and suction pres-
sures exceeds 550 ± 50 psig. This will effectively 
prevent gas pressures from exceeding the relief 
valve setting, but liquid cannot be forced through 
the valve quickly enough to prevent excessive 
pressures. This type of damage will occur only 
when excessive liquid slugging is taking place, 
or when excessive liquid in some way enters the 
discharge chamber, and is normally encountered 
only when the system refrigerant charge exceeds 
the compressor charge limitation. Peak pressures 
in excess of 2500 psig must have been experienced 
to cause this failure.

To avoid this type of damage, either the compressor 
charge must be kept within allowable limitations, 
or adequate safety provisions must be provided 
in system design. Automatic pumpdown system 
control, suction line accumulators, or crankcase 
heaters may be required.

Connecting Rod Pinhole Wear 

Figures 181 and 182 illustrate progressive stages 
of connecting rod damage from wear of the con-
necting rod pinhole. This condition occurs when 
the discharge valve is broken, and this piston is 
subjected to discharge pressure on both discharge 
and suction strokes. As a result, the bottom side of 
the pinhole is always under pressure and receives 
no lubrication. As the pinhole elongates, excessive 
play develops, and the connecting rod starts hitting 
the underside of the piston. Eventual rod breakage 
results, either at the pinhole, or at the connecting 
rod shaft.

This type of failure normally is caused by discharge 
valve breakage. Usually it originates in liquid slug-
ging or excessively high discharge pressures or 
temperatures causing the original valve damage.

26-26



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.

Piston Damage Due To Lack of Lubrication

Figure 183 illustrates the condition of a piston after 
operating without adequate lubrication for pro-
longed periods. This is most frequently encountered 
on low temperature applications. This can occur 
from excessive cylinder wall temperatures result-
ing from high compression ratios and low suction 
pressures, or from inadequate air fl ow over the 
compressor head and body. This same condition 
can also result in any air conditioning or refrigera-

tion application from the continuous return of liquid 
refrigerant, or an excessively wet mixture of liquid 
and vapor returning to the crankcase, which can 
wash lubricant from the cylinder walls.

The oval shape resulting from piston wear is shown 
in Figure 184 and the eventual condition of the 
piston after failure due to contact with metal frag-
ments is shown in Figure 185.
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Crankshaft Damage Due To Lack of 
Lubrication 

Scoring and wear of a crankshaft due to lack 
of adequate lubrication is shown in Figure 186. 
The ridge on the one throw is due to wear from a 
grooved connecting rod. The heat generated in the 
rods and bearings can cause eventual seizure of 
either rods or bearings, and possible connecting 
rod breakage.

To avoid damage to bearings, crankshaft, pistons, 
and connecting rods, continuous lubrication must be 
maintained at all times. Repeated short periods of 
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operation or prolonged periods of operation without 
adequate lubrication are almost certain to result in 
compressor failure. 

Connecting Rod Damage Due To Liquid 
Slugging

While most Copeland® brand compressors have 
aluminum connecting rods which usually will break 
rather than bend when subjected to excessive 
stress, some rods in older models of belt-drive 
compressors are made with forged steel. Figures 
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187 and 188 illustrate the distortion and bending 
of the steel rods caused by liquid slugging. This 
is an excellent example of the tremendous force 
generated by hydraulic compression when liquid 
refrigerant enters the cylinders.

A refrigeration compressor is designed to pump 
vapor only. While small amounts of liquid can be 
tolerated, large amounts of liquid returning to the 
compressor crankcase can cause major damage. 
Systems must be designed and applied so the 
compressor is not subjected to such abuse.

System Cleaning with Filer-Drier 

Emerson Climate Technologies, Inc. recommends 
only the fi lter-drier cleaning procedure in the case 
of a motor burn. Basically this involves the use of 
approved fi lter-driers incorporating an adequate 
desiccant (not a fi lter only) in both the liquid and 
suction lines.

To illustrate the effectiveness of a suction line fi lter-
drier, 26 ounces of badly contaminated oil were put 
in an operating system with a 10 H. P. compressor. 
Bottle #1 shows a sample of oil removed from the 
system prior to the test. Bottle #2 is a sample of the 
contaminated oil introduced into the system, which 
was then allowed to operate for 24 hours without a 
fi lter-drier. The system was then equipped with a 
suction line fi lter-drier, and a sample of the oil taken 
from the compressor at this time is shown in Bottle 
#3. Sample #4 was taken from the crankcase one 
hour after the fi lter-drier was installed, and Sample 
#5 was taken from the crankcase 72 hours after 
the fi lter-drier was installed. The oil has been ef-
fectively cleaned so that the color and appearance 
are equal to the original oil.

This system cleaning procedure has been used 
in thousands of installations during the past few 
years, and when this procedure has been prop-
erly followed, we do not know of a single instance 
where a second failure has resulted because of 
improper cleaning.

Discharge Valves Damaged From Slugging 

Figure 190 shows a comparison of a new valve 
plate of the type used on larger compressors with 
a valve plate on which the discharge reeds and 

discharge reed backstops have been damaged 
from liquid refrigerant or oil slugging. The backstops 
are made of ⅛” hardened steel, and the distortion 
clearly illustrates the tremendous force exerted by 
the liquid or oil slug.

Note that on the valves on which the backstops 
have been badly bent, the discharge reed has 
been broken, due to the resulting excessive stress 
on the reed.

PREVENTIVE MAINTENANCE

The question is frequently asked as to how long 
it takes a compressor to wear out. It is almost im-
possible to answer that question because seldom 
if ever does a compressor fail from wear due to 
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normal operation. Almost invariably a compres-
sor failure results from malfunctions in either the 
refrigerant or electrical system, or from system 
operating conditions beyond the limitations of the 
system design.

Just what does this mean in terms of preventive 
maintenance? In practically every case, indications 
of a system malfunction are clearly evident prior to 
the compressor failure. If the problem is detected 
and corrected in time, a large percentage of com-
pressor failures can be prevented. If the inspector 
is alert and on the lookout for any indication that 
operation of the system is in any way abnormal, a 
periodic maintenance inspection can be a major 
factor in maintenance cost reduction. Inspections 
should be made at least three times per year, and 
more frequent inspection is recommended during 
heavy usage periods.

Following is a summary of the major items to be 
checked.

Check With Operating Personnel

Always check with the operating personnel who 
are using the equipment to see if there have been 
any reports of abnormal or erratic operation. Fre-
quently indications of abnormal operation may be 
observed by operating people who do not realize 
their signifi cance, and this information may never 
be given to the service personnel unless brought 
out by specifi c questions concerning system opera-
tion. Ask particularly about trips of the oil pressure 
safety control, or other safety devices.

Operating Pressures and Temperatures 

If permanent gauges are available, check the com-
pressor suction and discharge pressures to be sure 
they are within the normal range for the application 
and the temperature of the condensing medium. If 
there are any indications of abnormal operation such 
as short cycling on pressure controls or excessive 
compressor temperatures, use a gauge manifold to 
check the operating pressures on systems without 
permanently installed gauges.

If abnormal operating pressures are found, the 
cause must be found and the malfunction cor-
rected.

Check the compressor head temperature by touch. 
An abnormally cool head can indicate a broken 
valve, a broken connecting rod, or excessive liquid 
refrigerant fl ood back. An abnormally hot head 
can indicate a broken discharge valve, a blown or 
improper head gasket, or inadequate compressor 
cooling. 

Oil Level and Condition 

On Copeland® brand compressors, the oil level 
should be at or slightly above the center of the sight 
glass. It should be kept in mind that some slight 
fl uctuation in oil level may occur during an operating 
cycle—particularly before and after defrost periods. 
So long as the oil level is maintained well within the 
sight glass such fl uctuations are not harmful.

If the oil is black in color, the crankcase should be 
drained and the oil replaced. If there has been a 
recent compressor failure on the system and the 
oil has an acid odor, a fresh fi lter-drier should be 
installed in the suction line and left in the line for a 
period of 48 hours. If the oil is still discolored, the 
suction line fi lter-drier is still discolored, the suction 
line fi lter-drier element should again be changed. 
This procedure should be continued until the oil 
remains clean, odor free, and the color approaches 
that of new oil. The fi lter-drier element may then be 
replaced with a permanent type suction line fi lter.

It is recommended that only Suniso 3G or 3GS 
oil be used in Copeland® brand compressors. 
Unless there are reasons as outlined above for 
changing the oil, the refrigeration oil should not be 
changed. It does not deteriorate or wear out with 
normal usage.

System Refrigerant Charge

All systems must have a full head of liquid refrigerant 
at the expansion valve to insure proper operation. 
A clear sight glass indicates an adequate charge. 
Bubbles or fl ashing in the sight glass may indicate 
a shortage of refrigerant, but fl ashing can also be 
caused by a liquid line restriction, hunting expansion 
valves, sudden changes in condensing pressure, 
and rapid changes in the refrigeration load. If there 
is a doubt as to the refrigerant charge, check the 
liquid level in the receiver. If no test cock is available, 
pass a torch fl ame momentarily back and forth on 
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the receiver. If the metal remains relatively cool, a 
liquid level is indicated, but if the metal heats up 
rapidly, vapor is indicated. The liquid level can be 
determined by the point where the temperature 
change occurs. 

Units with roof mounted condensers equipped with 
low ambient head pressure controls will require a 
great deal more refrigerant for low ambient condi-
tions, since the head pressure is normally main-
tained by partially fl ooding the condenser.

Too little refrigerant can result in lack of refrigeration, 
loss of oil in the evaporator, and overheating of the 
compressor. Too much refrigerant can contribute 
to high discharge pressures, liquid refrigerant 
fl ooding, liquid slugging, with resulting compressor 
lubrication problems.

Special care should be taken in fi nding and repair-
ing any leaks if a loss of refrigerant occurs.

System Control Settings

If there is any question as to the proper operation of 
the low pressure control, high pressure control, or oil 
pressure safety control, the pressure setting should 
be checked. The accuracy of indicating scales on 
refrigeration pressure controls is not dependable, 
and if operation is questionable, the control should 
be checked with serviceman’s gauges.

Do not set the low pressure control below the rec-
ommended operating limits of the compressor.

The cause of any short cycling condition must be 
corrected. 

If the operation of an oil pressure safety controls 
is questionable, it should be checked by running 
a jumper connection across the pressure contacts 
to determine if the control will trip.

Liquid Line Filter-Drier 

Check the color code of the moisture indicator. A 
positive moisture indication indicates the fi lter-drier 
should be replaced.

If the drier is frosted or if there is a perceptible 
temperature change between the liquid line enter-

ing and leaving the drier, an excessive pressure 
drop in the drier is indicated, and the drier or drier 
element should be replaced.

Vibration Eliminators 

If the wire braid cover on a metal vibration elimina-
tor is starting to pull out of the brazed end connec-
tors, the vibration eliminator should be replaced 
to prevent possible rupture, loss of the refrigerant 
charge, and potential personal injury.

Capillary Tubes and Refrigerant Lines     

Check all capillary lines for wear and vibration. 
Tape or support as necessary. Check refrigerant 
line supports and braces to make certain they are 
not wearing or cutting the refrigerant lines.

Oil traces at fl are nuts or valve connections indicate 
the possibility of a refrigerant leak. Wipe clean and 
tighten the fl are nut.

Liquid Refrigerant Control 

Check for any indications of liquid refrigerant fl ood-
ing such as sweating or frosting of the compressor, 
rust on the suction service valve or compressor 
body, tripping of the oil pressure safety control, 
audible slugging, or excessive foaming in the 
crankcase. If there is any question as to liquid 
control, the operation of the system immediately 
after a defrost cycle should be observed. Exces-
sive sweating or frosting of the suction line and/or 
compressor body must be corrected.

If the refrigerant cannot be properly controlled 
with the existing system controls, a suction line 
accumulator may be required.

Suction Line Filter

Check pressure drop across suction line fi lter, 
and replace element if pressure drop exceeds 
manufacturer’s recommended maximum.

Electrical Control Panel

Check the electrical control panel to see that heaters 
or motor protectors are not jumpered. Look for burn 
marks on the cabinet that might indicate possible 
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shorts, and check the contacts on any contactor 
on which there is any question.

Air Cooled Machine Room

Check the exhaust fan and fan motor, and lubricate 
if necessary. Check operation of dampers and lou-
vers, and lubricate as necessary. Run fan through 
on and off cycle by means of thermostat.

Remote Air Cooled Condenser

Check belt condition, and lubricate motor and shaft 
bearings. Clean condenser face if necessary. In-
spect all line supports for vibration and line wear.

Walk-in Coolers, Freezers, Refrigerated Fix-
tures

Check coils for ice build-up and cleanliness. Check 
temperatures being maintained in refrigerated 
space. Inspect door latches, gaskets, moulding, 
etc.

Air Conditioning Air Handlers

Check fi lters and change if necessary. Check belt 
condition and lubricate motor and shaft bearings.
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SECTION 27
USEFUL ENGINEERING DATA

The following reference tables and charges cover miscellaneous data and conversion factors frequently 
required in engineering calculations. Data specifi cally pertaining to refrigeration has been included where 
appropriate in previous sections.



© 1970 Emerson Climate Technologies, Inc.
All rights reserved. 27-1



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.27-2



© 1970 Emerson Climate Technologies, Inc.
All rights reserved. 27-3



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.27-4



© 1970 Emerson Climate Technologies, Inc.
All rights reserved. 27-5



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.27-6



© 1970 Emerson Climate Technologies, Inc.
All rights reserved. 27-7



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.27-8



© 1970 Emerson Climate Technologies, Inc.
All rights reserved. 27-9



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.27-10



© 1970 Emerson Climate Technologies, Inc.
All rights reserved. 27-11



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.27-12



© 1970 Emerson Climate Technologies, Inc.
All rights reserved. 27-13



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.27-14



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.



© 1970 Emerson Climate Technologies, Inc.
All rights reserved.



Emerson Climate Technologies, Inc.
1675 W. Campbell Rd.

Sidney, OH 45365

EmersonClimate.com

Form No. AE 105 R2 (10/06))
Emerson, Copelametic, and Copeland are the trademarks of Emerson Electric Co. or one of its affi liated companies. 
©1970 Emerson Climate Technologies, Inc. All rights reserved. Printed in the USA.


